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GENERAL CONSTRUCTION NOTES 
 

1. THE TOPOGRAPHY IS FROM A FIELD RUN SURVEY PREPARED BY MHG, SUPPLEMENTED WITH 
 AVAILABLE UTILITY RECORDS.  THE BOUNDARY IS FROM DEEDS AND PLATS OF RECORD. 
 
2. NOTIFY “MISS UTILITY” AT 1-800-257-7777, 48 HOURS PRIOR TO BEGINNING ANY SITE  
 DISTURBANCE. 
 
3. INFORMATION CONCERNING UNDERGROUND UTILITIES WAS OBTAINED FROM AVAILABLE  
 RECORDS.  THE CONTRACTOR MUST DETERMINE THE EXACT LOCATION OF EXISTING  
 UTILITIES BY DIGGING TEST PITS AT ALL UTILITY CROSSINGS WELL IN ADVANCE OF TRENCHING.  
 IF CLEARANCE IS LESS THAN SHOWN ON THIS PLAN CONTACT THIS OFFICE. 
 
4. SHOULD THE CONTRACTOR DISCOVER DISCREPANCIES BETWEEN THE PLANS AND FIELD 
 CONDITIONS, THIS OFFICE IS TO BE NOTIFIED IMMEDIATELY TO RESOLVE THE SITUATION.   
 SHOULD THE CONTRACTOR MAKE FIELD CORRECTIONS OR ADJUSTMENTS WITHOUT NOTIFYING 
 THE ENGINEER, THEN THE CONTRACTOR ASSUMES ALL RESPONSIBILITY FOR THOSE CHANGES. 
 
5. BITUMINOUS PAVING AND CONCRETE FOR CURBS, WALKS AND RAMPS SHALL BE IN 
 ACCORDANCE WITH THE LATEST EDITION OF THE MARYLAND STATE HIGHWAY ADMINISTRATION 
 (MSHA) SPECIFICATIONS. 
 
6. ALL CURB RADII TO BE 5’ UNLESS OTHERWISE NOTED. 
 
7. CURB AND GUTTER SHALL BE PRINCE GEORGE’S COUNTY DEPARTMENT OF PUBLIC WORKS 
 (PGDPW), STANDARD #1. 
 
8. WHEN TYING INTO EXISTING PAVING, SAW CUT PAVING EDGE TO PROVIDE A CLEAN, STRAIGHT 
 AND VERTICAL JOINT.  WHEN REMOVING EXISTING CURB OR SIDEWALK, REMOVE TO THE  
 NEAREST JOINT.  EDGE MILL AND FLAIRE ALL TIE INS. 
 
9. FINISHED GRADES REFER TO THE TOP OF SOD, TOPSOIL, PAVEMENT OR WALKS.  WHEN 
 PREPARING SUBGADE ALLOW FOR FINISH MATERIAL THICKNESS AS APPLICABLE. 
 
10. SLOPE SMOOTHLY BETWEEN INDICATED ELEVATIONS TO PROVIDE POSITIVE DRAINAGE OF ALL 
 AREAS GRADED OR DISTURBED BY THIS OR ABUTTING CONSTRUCTION.  MAXIMUM SLOPE ON 
 EARTH BANKS SHALL BE NO GREATER THAN 3:1. 
 
11. HANDICAP PARKING, ACCESS, HANDRAILS AND RAILINGS FOR THE DISABLED SHALL CONFORM 
 TO THE, “AMERICANS WITH DISABILITIES ACT”, (ADA) REQUIREMENTS. 
 







USER: S. Wilde
DATE: 12/5/12

CHECKED BY:
   Macris, Hendricks & Glascock, P.A. PROJECT No.: 2012.134.11
    9220 Wightman Road, Suite 120 FILE: ESD_OVERALL 50%
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    Phone: (301) 670-0840   Fax: (301) 948-0693

Site Data:
Total Drainage Area (DA): = 0.15 Acres
Total Impervious (I) Area: = 0.15 Acres = 100.0%

Determine Target PE :

HSG A C D
HSG DA (SF) 6,400 SF
% of Total DA 0.0% 100.0% 0.0%

HSG I Area (SF) 6,400 SF
HSG %I 0.0% 100.0% 0.0%

 HSG RCN 0 70 0
HSG PE* 0.0'' 2.2'' 0.0''

*See Abridged Rainfall Targets/RCN Reductions Table(s) Below

Target RCN =   70 x 100% 
= 70.0

Target Rainfall = PE =   2.2'' x 100% 

= 2.20''

%I RCN* PE=  1.0'' 1.2''
-- -- -- --

0% 40 38  
5% 43 38  

%I RCN* PE=  1.0'' 1.2''
-- #N/A -- --

0% 61 55  
5% 63 55  

%I RCN* PE= 2.0'' 2.2'' 2.4''
95% 97 70  
100% 98 70  

        

%I RCN* PE=  1.0'' 1.2''
-- -- -- --

0% 80 77  
5% 81 77  

Determine Q E :

RV = the dimensionless volumetric runoff coefficient

= 0.05 + 0.009(I) where I is percent impervious cover
= 0.05 + 0.009(100%)
= 0.95

QE = Runoff depth in inches that must be treated using ESD practices

= PE x RV

= 2.2'' x 0.95
= 2.09''

Determine ESD V :

ESDV = Runoff volume used in the design of specific ESD practices

(P E )(R V )(A)

12

=

Minimum ESD Target:

As a minimum, ESD shall be used to address both Re v  and WQ v  requirements

Determine RE V :

ReV = Groundwater Recharge volume component of ESDV

(S)(R V )(A)

12

=

SOIL SPECIFIC RECHARGE FACTOR (S)

HSG (S) % AREA (S)(%A)
A 0.38 0.0% 0
B 0.26 0.0% 0
C 0.13 100.0% 0.13
D 0.06 0.0% 0

COMPOSITE S = 0.13

Determine WQ V :

WqV = Water Quality volume component of ESDV = 1.0" Eastern Zone and 0.9" Western Zone

(P E )(R V )(A)

12

=

= where A is the drainage area (in square feet)

12
507 CU FT

=
(1'')(0.95)(6400)

66 CU FT

=

=
(0.13'')(0.95)(6400)

12

63

0.0%

0.0%

40
43

HYDROLOGIC SOIL GROUP B

6,400 SF
6,400 SF

--

Drainage Area Hydrologic Soil Group (HSG) Distribution

HYDROLOGIC SOIL GROUP A

0.0''

--

B

--

Mount Rainier Civic Center - SWM Concept - LOD, Including Right-of-Way (50% Ex. Imp)
Environmental Site Design (ESD) Sizing Criteria

80

61

= where A is the drainage area (in square feet)

=
(2.2'')(0.95)(6400)

12
1,115 CU FT

0

81

HYDROLOGIC SOIL GROUP C

71
72
  

HYDROLOGIC SOIL GROUP D

USER: S. Wilde
DATE: 1/13/13

CHECKED BY:
   Macris, Hendricks & Glascock, P.A. PROJECT No.: 2012.134.11
    9220 Wightman Road, Suite 120 FILE: ESD_OVERALL
    Montgomery Village, MD 20886

    Phone: (301) 670-0840   Fax: (301) 948-0693

It is not practicable for all parts of the development area to drain to stormwater facilities. It is therefore
necessary to average the treated ESDv from all drainage areas over the entire development area. This

is accomplised using the relationship between P E  and ESDv such that the ESDv term is the summation

of all treated stormwater volumes, while the site data is based on the development area.

Determine Avg. Treatment PE  for Total Site:

PE = 12(ESD V )

(RV)(A)
Treated ESDv = 569 CU FT (From ESD SUMMARY Sheet)
Site Area (A) = 6,400 SF

Site Rv = 0.95

Avg. PE = 12(568.7)

(0.95)(6400)

Avg. Treatment PE = 1.12

Target PE = 2.20''

Avg. Treatment PE = 1.12''

ESDv Required = 1115 cu ft
ESDv Provided = 569 cu ft

Average Treatment PE for Development Area

USER: S. Wilde
 JOB #: 2012.134.11

DATE: 1/13/2013
   Macris, Hendricks & Glascock, P.A. PAGE:
    9220 Wightman Road, Suite 120

    Montgomery Village, MD 20886

    Phone: (301) 670-0840   Fax: (301) 948-0693

 TREATMENT IMPERVIOUS  UNIT

 NO. FACILITY OR TREATMENT TRAIN DESCRIPTION AREA (SF) AREA (SF) PE (IN) RV ESDV

  
MB1 Micro Biotretention 1,900 1,900 2.35 0.95 354

       
GR Green Roof 2,260 2,260 1.20 0.95 215
       

  
 TOTALS 4,160.0 4,160  0.95 569

  
   AVG. PE 1.73   

  

ESD SUMMARY
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SYMBOLS

CODES

WOOD VERTICAL GRAIN

WOOD HORIZONTAL GRAIN

BRICK

@
ARCH.

AD AREAWAY DRAIN

GALVANIZEDGALV.

FD. FLOOR DRAIN

RD ROOF DRAIN

INTERIOR GLASS PARTITION

PARTITION TYPE

DOOR NUMBER

SCOPE OF WORK

The Mt. Rainier Civic Center will be a 2 story Library/City Hall/Municipal Center building.  The extent of the project
consists of a 2 story addition and renovation of the existing City Hall and the adjacent historic Star Potts Hall. The
proposed building will include a new 2-story lobby space located between the two existing buildings. The existing City
Hall building has a basement as well.

CODE SUMMARY AND ANALYSIS

Applicable Codes (including local amendments):
 Building  2012 International Building Code (IBC)
 Mechanical  2012 International Mechanical Code (IMC)
 Electrical  2002 National Electrical Code (NEC) PLUS SUB-TITLE 9
 Fire Prevention 2009 Fire Prevention Code (NFPA 1)
 Life Safety  2009 Life Safety Code (LSC-NFPA 101)
 Fuel Gas  2009 International Fuel Gas Code (IFGC)
 Energy  2006 International Energy Conservation Code (IECC)
 Accessibility  Maryland Accessibility Code (ADDAG)

Green Building A Green Building (LEED)

Building Design:
 Use and occupancy classification:
  Offices, Group B
  Assembly, Group A-3
  Assembly, Group A-2
  The building is considered Mixed Use, Non-Separated
  Special detailed requirements based on use and occupancy:
 General building heights and areas (based on IIB type of construction):
  Allow. height above grade is 3 stories, 75 feet
  Actual height above grade is 2 stories, 41 feet
  Allowable area per floor is 28,000 sf
  Actual floor area is 8,247 sf

 Type of construction: IIB 

 Fire-resistance-rated construction:
  Element     Minimum Fire-resistance rating (hours)
  Stairway enclosures   1 (60-min. labeled opening protection)
  Elevator hoist ways and machine rm. 1 (60-min. labeled opening protection)
  Other shafts     1 (or exception per 403.3.2, IBC)  
  2 Story Spaces    Enclosed in a smoke barrier
        in accordance with LSC Section 8.5

  Incidental use areas   Per IBC Section 509
  Supporting construction   Equal to rating of constr. supported

 Interior finishes: Provided according to requirements of Chapter 8 sand Table 803.9, IBC

 Fire protection systems:
  Automatic fire extinguishing system (sprinklers) according to NFPA 13 and      
 paragraph 404.3 of the IBC

  Automatic fire detection according to NFPA 72 and paragraph 907.2.12.1, IBC

  Emergency voice/alarm communications system according to NFPA 72 and      
 paragraph 907.2.12.2., IBC

Emergency voice/alarm communication system according to NFPA 101, Sections 12.3.4.3.3 and 9.6.3.9,
because the Assembly Use space on the second floor has a calculated load greater then 300 and installed in
accordance with NFPA 72.

  
Means of egress requirements:
     
 Occupant loads:
  Office (largest flr abv. grade): 7,887 SF/100 SF per person = 78 persons

 Minimum egress width (clear width):
  Stairways (two @ 48”): 78 persons X 0.3” per person = 23.7” (96” provided)
  
  Doors (two @ 33” clr.): 78 persons X 0.2” per person = 15.6” (66” provided)
   
 Accessible means of egress:
  At least one of the main-lobby elevators will provide accessible means of egress according to   
 paragraph 1007.4, IBC

 Number of exits:
  At least two exits are required (two exit stairways are provided)
 
 Exit width:
  Stairway width must be at least 44” (provided width is 48”)

 Remoteness of exits:
  Exit doors must be a distance apart, measured near edge to near edge, of at least     
 one-third the longest overall diagonal distance of the area served (the required exit doorways conform)

 Exit access (maximum allowable distances in feet):
  Occupancy  Common path Dead end Exit access travel   
  Group B   100 ft   50 ft  300 ft
  Group A   20ft/75ft*  20 ft  250 ft
  

*For common path serving greater then 50 people, 20 ft.  For common path serving 50 people or less, 75 ft.

 Corridor/aisle width:
  Corridor width must be at least 44” (provided widths are from 48” to 72”)

 Exit Discharge:
  Not more than 50 percent of the required number and capacity of the exit stairways may discharge   
 through a grade lobby (only one stairway discharges through the grade lobby)
 

T.O.T.D. TOP OF TRENCH DRAIN
T.O.B. TOP OF BEAM
TP TOILET PAPER

101

2

201

"201" indicates: Floor - 2nd, Door # - 201

M-1

"2.4" indicates: Floor - 2nd, Partition # - 4

HD HAND
HWH HOT WATER HEATER

M-4 MILLWORK #4

cg

WINDOW TYPE

LOUVER TYPE

2.4
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Partition Types
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1" 4 7/8"

TBD

4 7/8"

va
rie

s

1" 4 7/8" 1"

Flooring &
Base: see
Finished
Schedule

3/4" thk wall paneling on z-
clip system. See Int

Elevations for type and layout

5/8'' plywd on 3 5/8" Mtl Stud

1/2" deflection relief.
Do not mechanical
fasten studs to top track.
Typ at all stud walls.

Floor finish
as scheduled

Line of structure above

Floor Structure

Scheduled base
and flooring

5/8" Gwb

7/8" furring

concr.

5/8'' gwb where no paneling

Line of structure, above

Finished ceiling-
see Finished Schedule

Reveal GWB accessory
similar to "Pittcon STR-063"
where recessed base.

Ceramic Tile

Flooring & Base
see Finish Schedule

Pt'd wood wall cap with 1/2"
continuous reveal. Cap to
be 1/2" wider than wall

3 5/8'' Mtl Stud &
5/8'' Ptd. GWB

Batt insulation

Ceramic Tile

Scheduled floor finish

Existing masonry

Pt'd 3/4" hardwood base,
where scheduledPt'd 3/4" hardwood base,

where scheduled

Scheduled Floor
Floor structure

Scheduled ceiling

3/8" Hardwood veneered
to match paneling.

Existing Masonry

Existing EIFS 5/8" thk paneling on z-clip
system, see int elevations
for type and locations

Floor structure

Scheduled clg.

Scheduled Floor

Typical interior and exterior walls to
have 4" x 4" x 1/4" x 6" long retainer
angle @ 4'-0" o.c. max. (2
min./wall), fastened to structure

above w/ 2 1/2" rd. exp. bolts
w/ 3 1/2" embedment. Hold vertical
leg tight to wall but do not fasten.
Provide retainer angle @ both sides
of partition either aligned or staggered.
Where wall is @ edge of slab or
opening, provide L4x4x12" long angle
w / 2-1/2" rd. exp. bolts  w / 3 1/2"
embed into slab and 2 1/2" dia. exp.
bolts w/ 3 1/2" embeds thru vert.
slotted holes into wall. Tighten bolts,
back off nut to hand tight
and burr treads.

Line of structure above.

Acoustical insulation
where indicated by *

Scheduled base and flooring

Finished ceiling-
see Finished Schedule

5/8''  GWB ea. side
of 3 5/8" Mtl Stud

Line of structure, above

Reveal GWB accessory
similar to "Pittcon STR-063"

Pt'd 3/4" hardwood base

Pt'd hardwood
base to match
existing adjacent.

Acoustical insulation
where indicated by an *.

3/4" thk wall paneling
on z-clip system.

See Int Elevations
for type and layout

Flooring & Base
see Finished Schedule

Finished ceiling-
see Finished Schedule

Line of structure, above

1/2" deflection relief.
Do not mechanical
fasten studs to top track.
Typ at all stud walls.

Acoustical
insulation
where indicated
by an *.5/8''  plywd ea. side

of 3 5/8" Mtl Stud

5/8'' gwb ea. side
of 3 5/8" Mtl Stud,
where no paneling

Finished ceiling-
see Finished Schedule

Acoustical
insulation
where indicated
by an *.

5/8" gwb

Finish as noted
on Finish
Schedule

3 5/8" mtl stud & 5/8" gwb.
See Finish Sched final finish

Brick or Other material @ Exterior walls

No base at interior walls

Scheduled floor
finish and base

Acoustical insulation
where indicated by *

Flooring & Base: see Finished
Schedule

Corner bead, typ.

Wall paneling on one
side of 3 5/8" Stud Wall 8

3/4'' FRT Plywood

Furring and GWB
7

Furring and GWB

1/2" deflection relief. Do not
mechanical fasten studs to top
track. Typ at all stud walls.

Interior Low Wall

Interior Low Wall
For wall hgt. - see Plans and

Interior elevations.

6

Plan

Head

Sill

Scheduled base

1'' Thk. GWB Liner Panel

2 layers of 1/2'' Thk. GWB

2 1/2"  'J' Runner

UL Des U438

1 Hr Rated Shaft Wall

Mtl. Deck, above

1/2" deflection relief. Do not
mechanical fasten studs
to top track

Backer rod and acoustical
sealant, typ. @ Top and
Bottom of all gwb partitions.
Use fire rated sealant @
fire rated walls.

25 ga. C-H Stl. Stud @ 24" o.c.

3x3x1/4" Stl. angle @ 4"-0" o.c.
w/ 1/4'' x 3'' x 6'' Welded Stl Plate

2 - 1/2" Expansion bolts
at ea. stl. plate

2 - 1/2" Expansion bolts
at ea. stl. plate

5/8" thick Gwb, ea.
side of 3 5/8" metal studs

3x3x1/4" Stl. angle @ 4"-0" o.c.
w/ 1/4'' x 3'' x 6'' Welded Stl Plate

Existing Masonry Wall & New Paneling

Line of structure above

Masonry Wall - No  furring & gwb

4
Non Rated

5 4.1 2
Dbl Stud Wall

35.1

5/8" GWB

1 Hr Rated
CMU w/ Furring & GWB

7/8" Metal Furring Channel

Compressible filler fire safing
insulation w/ sealant.  Rated sealant
@ all rated partitions.

Line of structure above

1/2" deflection relief. Do not
mechanical fasten studs to top
track. Typ at all stud walls.

Finished ceiling-
see Finished Schedule

Non Rated1 Hr Rated
CMU & Gwb Stud Wall

UL Des U905

Line of structure above

5/8" thick Gwb, ea.
side of 2-3 5/8" metal studs

UL Des U905
3 5/8" Stud Wall

S
ee

 In
t.

E
le

va
tio

ns

NOTE: BASES SHOWN AS EXAMPLES ONLY,
SEE FINISH SCHEDULE AND INTERIOR

ELEVATIONS FOR BASE IN EACH ROOM.

1/2" deflection relief. Do not
mechanical fasten studs to top
track. Typ at all stud walls.

Wall paneling on 3 5/8" Stud Wall
1

9

12

13

Backer rod and acoustical
sealant, typ. @ Top and
Bottom of all gwb partitions.
Use fire rated sealant @ fire
rated walls.

NOTES:
1. Partition Types do not necessarily include finish

materials or finish treatments. See Finish Schedules
and Interior Elevations for more information.

2. An asterick (*) next to a wall type indicates wall to
include sound insulation in stud space.

3. Backer rod and acoustical sealant, typ. @ Top and
Bottom of all gwb partitions. Use fire rated sealant @
fire rated walls.

10

11

8" CMU

5/8" GWB over
3 5/8" mtl. studs
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1st Floor Demolition Plan
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110

1-I

1-G

1-H

1-W 1-V

126

102

101

1-X

1-Y

123b

105

109

108

Existing Bus
Depots to Remain

Trees to remain

Remove exist wall sconces adj.
to existing front door.

Existing stairs, ramps, landings,
and retaining walls and flag poles

to be removed.

Remove plantings

Remove fire escape

Remove exist
masonry in area
of new addition

Remove all ceilings, lighting,
and ductwork, typ throughout

Stippled fill indicates gwb clg to
remain.

8" 
LO

CU
ST

DN

DN

Ramp to be removed

UP

EWC

UP

DN

UP

UP

UP

Ra
m

p 
to

 b
e 

re
m
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ed

2-Story Brick + Cellar
To be Removed

1-Story Brick Existing Library
To be Removed

Ramp to be removedPlanter to be
Removed

Ramp to be
removed

Planter to be

Removed

Clerk

Ofc

Ofc

Ofc

Stair

EWC

Planter to be
Removed

Planter to be

Removed

Existing Paved Alleyway

1-Z
1-AA123a

1-A

1-C

1-B

SCALE: 1/8'' =  1' - 0''
1 1ST FLOOR DEMOLITION PLAN

0 4' 8' 16'

Prior to demolition of planters, remove
artist's plaques. Store in a secure

locations as per Owner's instructions.

Remove interior ornamental
stairway, walls, doors, and
millwork shown dashed,
plumbing fixtures.

Remove existing stair structure,
retaining wall and stair down to cellar.

All existing windows
to be removed.

Prior to demolition of planters, remove
artist's plaques. Store in a secure
locations as per Owner's instructions.

General: Remove brick and concrete
paving, tree grates and planters shown

dashed to allow for new plaza design

Step lights along ramp to
be removed, typ.

Remove existing stl columns, 2nd floor, walls,
doors, and millwork shown dashed,
all plumbing, electrical and equipment. For
excavation work req'd for new footings, see
Struc. Dwgs.

Remove existing fencing,
masonry wall shown dashed,
egress stair from City Hall,
necessary for the new construction.

Planter, fencing, and masonry
walls to be removed

Lobby

Vestibule

110

1-I

1-G

1-H

102

101

105

109

108

Remove exist
wall sconce

Remove exist wall sconces adj.
to existing front door.

Remove all ceilings, lighting,
and ductwork, typ throughout

Stippled fill indicates gwb clg to
remain.

DN
UP

EWC

F

F

EWC

1-A

1-C

1-B

SCALE: 1/8'' =  1' - 0''
1 1ST FLR RCP DEMOLITION PLAN

0 4' 8' 16'

Step lights along ramp to
be removed, typ.
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Bsmt& 2nd Flr Demolition Plans
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2-I

2-G

1-H

2-F

2-D

2-E

4x7

2-T

2-V

2-U

2-S 2-Q2-R
216

2-Y2-X2-W

2074x7

4x7

Remove all ceilings not shown
stippled, lighting,
and ductwork, typ throughout

Stippled fill indicates gwb clg to
remain.

DN
fec

Ofc

Stair

FD

EWC

2-B

2-C

2-A

2ND FLOOR DEMO PLAN

Remove existing stair structure

All existing windows and /or infill
brick in existing window openings

to be removed.

Remove all interior wall
paneling and woodwork. Remove bump out in wall & clg

where duct shaft existed

Remove and relocate elec. panel
as shown on MEP dwg.

Remove interior ornamental stairway, walls,
doors, and millwork shown dashed,
plumbing fixtures.

All existing windows
to be removed.

Remove the entire existing 2nd floor structure,
interior walls, doors, and millwork shown dashed,
all plumbing, electrical and equipment.

Open Area

2-I

2-G

1-H

2-F

2-D

2-E

207

Remove all ceilings not shown
stippled, lighting,
and ductwork, typ throughout

Stippled fill indicates gwb clg to
remain.

DN
fec

FD

EWC

2-B

2-C

2-A

Exterior walls & windows to be removed.
See proposed plan for new work.

BA

001

011

004 005

003

012

009

010

014

013

Remove exist floor

Remove exist
masonry in area
of new addition

Stippled fill indicates gwb clg to
remain.

UP

ref

ewc

UtilityClo

ElecClo

ControlRm

UP fec

Remove interior ornamental
stairway, walls, doors, and
millwork shown dashed,
plumbing fixtures.

Remove stairs and door

Remove concrete foundation
and walls shown to accomodate
new opening and door.

Remove all lighting, and ductwork.

Remove gwb
beams shown
dashed

Studio

Stair

Mech

BA

001

011

004 005

003

012

009

010

014

013

956 sq ft

Remove exist
masonry in area
of new addition

Stippled fill indicates gwb clg to
remain.

UP

UtilityClo

ElecClo

ControlRm

UP

F

F

fec

Remove interior ornamental
stairway, walls, doors, and
millwork shown dashed,
plumbing fixtures.

and walls shown to accomodate
new opening and door.

Remove all lighting, and ductwork.

Remove gwb
beams shown
dashed

SCALE: 1 : 1
1 2ND FLR DEMOLITION PLAN

0 1/2'' 1'' 2''SCALE: 1 : 1
2 2ND FLR RCP DEMOLITION PLAN

0 1/2'' 1'' 2''

SCALE: 1 : 1
3 BASEMENT DEMOLITION PLAN

0 1/2'' 1'' 2''SCALE: 1 : 1
4 BSMT RCP DEMOLITION

0 1/2'' 1'' 2''
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1st Floor Plan
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SCALE: 1/8'' =  1' - 0''
1 1st Floor Plan
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12.  PIPE SLEEVES, TRENCHING, AND BACK FILLING FOR OIL AND/OR CONDUIT LINES
AS SHOWN OR LOCATED BY ELEVATOR CONTRACTOR.

SECURITY, LIFE, SAFETY, OR FIRE REQUIREMENTS).

11.  CONDUIT AND WIRING FROM HOISTWAY TO ELEVATOR MONITORING PANELS (FOR

NOTE: MUST BE LOCATED AS DIRECTED BY ELEVATOR CONTRACTOR
9.  POCKETS IN CORRIDOR WALL (PER FIXTURE DRAWINGS) FOR HALL FIXTURES.

OPENING. SEE INSTALLATION PROCEDURES FOR FRAME-TO-WALL INTERFACE DETAILS

OR LEAVE WALL OUT UNTIL EQUIPMENT IS IN PLACE.

NOTE: MUST PROVIDE ADEQUATE DOOR SIZE TO ALLOW INSTALLATION OF EQUIPMENT,

8.  ENTRANCE WALL WITH LINTELS MUST BE PROVIDED AFTER ENTRANCE FRAMES ARE

7.  AN ENCLOSED MACHINE AREA (ACCORDING TO CODE), WITH ADEQUATE LIGHT, HEAT,

SET OR LEAVE A ROUGH OPENING            WIDER AND            HIGHER THAN THE FRAME

AND VENTILATION (MIN. 50•F., MAX. 90•F. WITH NON-CONDENSING HUMIDITY OF 10-90%),

10.  SMOKE SENSORS (AS REQUIRED).

AND SEALED CONCRETE FLOOR SLAB SURFACE.

TO ENSURE CONFORMANCE WITH THE LABELED ENTRANCE INTERFACE CONSTRUCTION.

15" 15"

THE FOLLOWING CONDITIONS MUST BE MET BEFORE INSTALLATION

IS COMPLETED, AND ARE NOT INCLUDED IN THE ELEVATOR CONTRACT:

OVERCURRENT PROTECTIVE DEVICE) TO COMPLY WITH ALL LOCAL ELECTRICAL CODES (SEE

REACTIONS SHOWN ).

ENTRANCES, SILLS, HALL FIXTURES, OIL AND ELECTRIC LINES.

- CAR LIGHT AND ALARM CIRCUIT WITH GFCI PROTECTION PER NEC

- GROUP CONTROL WHEN REQUIRED

TERMINALS OF EACH REQUIRED CONTROLLER (AS LOCATED ON PLAN VIEW) FOR THE FOLLOWING:

PER CAR (ACCORDING TO CODE). NOTE: MUST BE CLEAR OF ALL ELEVATOR EQUIPMENT.

NOTE: IF STANDBY POWER IS SUPPLIED TO ELEVATOR, CAR LIGHT AND ALARM CIRCUIT AND

GROUP CONTROL SERVICE MUST BE STANDBY POWER BACKED.

2.   ADEQUATE SUPPORT FOR JACK, GUIDE RAIL BRACKETS, AND BUFFERS (FOR

3.   HOISTWAY BARRICADES AND ALL CUTTING AND PATCHING TO INSTALL HOISTWAY

4.   PIT LIGHTS AND SWITCH, CONVENIENCE OUTLETS WITH GFCI PROTECTION PER NEC, PIT LADDER

5.   DEDICATED 120 VOLT, 15 AMP. SERVICE, ALONG WITH TELEPHONE CIRCUIT WHEN REQUIRED, TO

6.   BRANCH-CIRCUIT CONDUCTOR SIZING, MATERIALS, AND INSULATION (INCLUDING BRANCH-CIRCUIT

1.   A PLUMB, PROPERLY VENTILATED HOISTWAY (ACCORDING TO CODE AND SIZES SHOWN).

"ELECTRICAL POWER REQUIREMENTS").
NOTE: ALSO, A FOURTH WIRE TO BE SIZED IN ACCORDANCE WITH THE NATIONAL ELECTRIC CODE

IS REQUIRED FOR GROUNDING PURPOSES TO MINIMIZE ELECTRICAL NOISE INTERFERENCE.

NOTE: IF STANDBY POWER IS REQUIRED, SEE "ELEVATOR STANDBY POWER OPERATION".

GEN. CONTRACTOR MUST FORWARD POWER REQUIREMENTS TO ELEC. CONTRACTOR.

009

014

017
015

016

Hall  013

018

Up

Sump
Pit

110

1-F

113

1-F

109

111

112

106

A2.6

2
A6.2

1
A6.2

5 
1/

2"

7'-10"

10
'

9'-2"

10'-2"

1'
-3

 1
/2

"

Elev.
64'-5"

1
A8.5

4

1
A8.5

1

2
3

3
A6.2

2
A6.2

2

6
A8.4

3
A6.11

4'-
1"

1'-
1"

3'-
6"

1'-
1"

8'-
8"

4'-
1"

7'-10 1/2"

8'-
8"

Light Wall

Elevator Support to be
coordinated w/ 8' x 8" pipe
sleeve, 8" wide x 8" high
elec. raceway.

Dn

Up

W 107

M 108

Stair 3
114

Hall 110

Elev
111

Stair 4
114

2-F

210

207

212

211

206

1
A6.2

O
pe

n

Open to
below

Open to
below

Ramp upRamp Up

open to below

Elev.76'-0 1/2"

Open to below

Open to below

3
A8.2

1

2

3

3
A6.11

Glass guardrailing

Light Wall

6" slot in floor along
ramp open to below

Light Wall

Dn

Elev
212

Hall  213

1 ENLARGED BSMT PLAN2 ENLARGED1ST FLOOR3 2ND FLOOR PLAN
SCALE 1/4' =1'-0"

ELEVATOR NOTES

SCALE 1/4' =1'-0" SCALE 1/4' =1'-0"



SHEET  TITLE

PROJECT NO:
MODEL FILE:
DRAWN BY:
CHK'D BY:
COPYRIGHT

DESCRIPTIONMARK DATE

TEAM MEMBERS:

A3.1

SGA

CD

 MRCC

SCHICK
GOLDSTEIN

ARCHITECTS P.C.

Civil Engineers:

City of Mount Rainier
1 Municipal Place

Mount Rainier, MD 20712

Mount Rainier
CIVIC CENTER

General Contractor:

5604 Broad Branch Rd. WDC 20015
T: 202.232.8135

Maryland Construction
14300 Gallant Fox Lane, Suite 121
Bowie, MD  20715           (T) 301-262-6106

Shemro Engineering Assoc.
19636 Club House Rd.
Montgomery Village, MD 20886
301-990-9559

Macris, Hendricks & Glascock, P.A.
9220 Wightman Road, Suite 120
Montgomery Village, MD 20886
301-670-0840

Structural Engineers:

LEED Consulting:
J Harrison Architect
1867 Lindamoor Dr.,  Annapolis, MD  21401
410-266-0987

Fire Protection and Sprinklers:
The Protection Engineering Group, Inc.
2809 Boston St., Suite 7, Baltimore, MD 21224
443-708-4096

Mechanical Engineers:

4/22/13   100% CD's Submission

Building Elevations

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

2

SCALE: 3/16'' =  1' - 0''
2 EAST ELEV - Library

0 4' 8' 12'

33.1

3 EXIST. N. ELEVATION

SCALE: 3/16'' =  1' - 0''
1 NORTH ELEV - Library & Star Potts

0 4' 8' 12'

3.33.6

1'
-9

"
1'

-9
"1'

-9
" 1'

-9
"1'

-9
" 1'

-9
"1'

-9
" 1'

-9
"1'

-9
" 1'

-9
"1'

-9
" 1'

-9
"1'

-9
"

1'
-9

"

14
'-9

"

19
'-1

0"

6"

24
'-6

 1
/2

"

20 sq ft

17 sq ft 17 sq ft

PV Solar Panels

17 SF 17 SF

20 SF

“The beautiful thing about
learning is that no one can take

it away from you.”

- B.B. King

“We shouldn't teach great
books; we should teach a love

of reading.”

- B. F. Skinner

“The beautiful thing about
learning is that no one can take

it away from you.”

- B.B. King

1st Floor
Elev. 60'-6"

4
A5.5

1
A4.2

2
A5.5

3
A5.5

“We shouldn't teach great
books; we should teach a love

of reading.”

- B. F. Skinner

1
A5.2

Second Flr.
Elev. 75'-3"

T.O.S.
Elev. 95'-1"

x
A5.x

Ref. See

EDBA EC C.2 C.7

4 1

S. S. Ptd Stl Sun Shades Clip

Curtainwall

Ptd Stl Sun Shades

Curtainwall

Brick Veneer Beyond

Brick Retaining Wall

Ptd Stl Sun Shades

Ptd Stl Sun Shades

Stone Seat

Composite Zinc Mtl. Panel
Rainsceen Wall System

Clearstory Windows Beyond

Curtainwall Beyond Sun Shades

Composite Accent Ptd. Mtl. Panel
Rainsceen Wall System

Conc. Footing

Stone Coping

Window

Green Roof Plant Material Bey'd.

Ptd Stl Sun Shades

SS Support

Composite Zinc Mtl. Panel
Rainsceen Wall System

Ptd Stl Sun Shades Bey'd

Stone Seat

Ptd Facia Board

Curtainwall

Granite Base

Automatic Door Opener Button

Terracotta Panel Rainsceen Wall
System

Stl. and Glass Canopy

Engraved Stone Plaque Raised off Brick Wall
S.S. Individual Letter Signage on ptd. Mtl. Sign Bar

Remove paint off existing Brick
See 3 / A4.1 for shape off existing

fasade openings to be reconstructed

3 New Dbl. Hung Wdws.

2 New Dbl. Hung Wdw.

1New Door

Curtainwall

Conc. Footing

Curtainwall

Composite Accent Ptd. Mtl. Panel
Rainsceen Wall System

S. S. Bollard
SS Support

Brick Veneer Beyond

Brick Retaining Wall

Conc. Footing

Green Roof Plant Material Bey'd.

Brick Venner

Clearstory Windows Beyond Ptd Stl Sun Shades Bey'd.

Composite Zinc Mtl. Panel
Rainsceen Wall System

Stone Wdw Sill

S.S. Individual Letter Signage on ptd. Mtl. Panel

Composite Zinc Mtl. Panel
Rainsceen Wall System

Stone Coping

Stone Coping

Storefront

Composite Zinc Mtl. Panel
Rainsceen Wall System

Spandrel Gl.
Curtainwall Extension to Support Sun Shades

Curtainwall Extension to Support Sun Shades

Granite Base

Footing

Ptd Plastic Wd. Siding

Ptd Stl Sun Shades

Ptd Stl Sun Shades

Brick Venner

Remove siding

Remove brick infil in
exist window opn'gs

Masonry as required
for proposed plans

and elevations

Remove facia, gutters, dnspts

Exterior Ptd. Galv. Stl. Stair #5

215 SF

700 SF

250 SF

52 SF

150 SF

100 SF

Cafe'

Second Flr.
Elev. 75'-3"

MOUNT RAINIER LIBRARY

T.O.S.
Elev. 89'-1 1/2"

T.O.S.
Elev. 100'-11 1/2"

T.O.S
Elev. 89'-1 1/2"

MOUNT RAINIER LIBRARY

1st Floor
Elev. 60'-6"



SHEET  TITLE

PROJECT NO:
MODEL FILE:
DRAWN BY:
CHK'D BY:
COPYRIGHT

DESCRIPTIONMARK DATE

TEAM MEMBERS:

A3.2

SGA

CD

 MRCC

SCHICK
GOLDSTEIN

ARCHITECTS P.C.

Civil Engineers:

City of Mount Rainier
1 Municipal Place

Mount Rainier, MD 20712

Mount Rainier
CIVIC CENTER

General Contractor:

5604 Broad Branch Rd. WDC 20015
T: 202.232.8135

Maryland Construction
14300 Gallant Fox Lane, Suite 121
Bowie, MD  20715           (T) 301-262-6106

Shemro Engineering Assoc.
19636 Club House Rd.
Montgomery Village, MD 20886
301-990-9559

Macris, Hendricks & Glascock, P.A.
9220 Wightman Road, Suite 120
Montgomery Village, MD 20886
301-670-0840

Structural Engineers:

LEED Consulting:
J Harrison Architect
1867 Lindamoor Dr.,  Annapolis, MD  21401
410-266-0987

Fire Protection and Sprinklers:
The Protection Engineering Group, Inc.
2809 Boston St., Suite 7, Baltimore, MD 21224
443-708-4096

Mechanical Engineers:

4/22/13   100% CD's Submission

Building Elevations

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

2
A4.1

1ST FLOOR

2ND FLOOR

Basement

Alley

x
Ax

1ST FLOOR

2ND FLOOR

Basement

Alley

x
Ax

6
A5.4

3
A5.4

x
Ax

1 MUNICIPAL PLACE

SCALE: 3/16'' =  1' - 0''
2 EAST ELEV -City Hall

0 4' 8' 12'
SCALE: 3/16'' =  1' - 0''

3 SOUTH ELEVATION - City Hall
0 4' 8' 12'SCALE: 3/16'' =  1' - 0''

3 SOUTH ELEVATION - City Hall
0 4' 8' 12'

Existing P V Panels

Granite Coping
1New Door

Black Granite Retaining Wall

Remove paint off existing Brick

2 New Dbl. Hung Wdw.

Fresh Air Louver for AHU -5

3 New Dbl. Hung Wdws.

3 New Flagpoles

3 New Dbl. Hung Wdws.

2 New Dbl. Hung Wdw.

1New Door
Tinted Tempered Fritted Structural Glass Canopy

Solid Granite Steps

S.S. Individual Letter Signage
Automatic Door Opener Button

Curtainwall

Ptd Stl Sun Shades

Solid Granite Steps
SWM Bio-Retention Planter Per Civil Draw'gs.

S.S Plate Canopy Beam

Curtainwall

S.S Railing

Tinted Tempered Fritted Structural
Glass Canopy

Conc. Stairs New Door and Opening

SWM Bio-Retention
Planter Per Civil Draw'gs.

New Wdw. and Opening

Ptd Stl Sun Shades
S.S. Individual Letter Signage

Granite Coping

S.S Railing
Black Granite Retaining Wall

New P V Panels

Ptd Plastic Wd. Siding

New P V Panels

New Standing Seam Copper
Roofing

New Standing Seam Copper
Roofing

6" Tall Raised Mtl. Address Letters/Number

"Knox Box"

Existing masonry to remain

Ptd Stl Sun Shades

S.S Plate Column
S.S. Gutter

SWM Bio-Retention Planter
Per Civil Draw'gs. Bey'd

Tinted Tempered Fritted Structural Glass Canopy

Existing EFIS to remain

New infillL stucco to match
adjacent existing EIFS

Existing gutters to remain

New alum clad window

Existing roof to remain

New alum clad windows and
infill panels in all existing openings

SS hand rail
supported off wall

New alum clad
window infill and panels

Existing P V Panels

S.S. Railing

S.S. mesh fence

Black Granite Retaining WallBlack Granite
Retaining Wall

S.S. Mesh fenc

Star Potts
1st Flr
Elev. 60.5

City Hall
2nd Flr
Elev.

2nd Flr - Lower
Elev. 73'-3"

Attic Level - City Hall
Elev.

2nd Flr - City Hall
Elev.

1st Flr - City Hall
Elev. 64'-4.5"

City Hall Bsmt
Elev.

City Hall1st Flr
Elev. 64'-4.5"



SHEET  TITLE

PROJECT NO:
MODEL FILE:
DRAWN BY:
CHK'D BY:
COPYRIGHT

DESCRIPTIONMARK DATE

TEAM MEMBERS:

A3.3

SGA

CD

 MRCC

SCHICK
GOLDSTEIN

ARCHITECTS P.C.

Civil Engineers:

City of Mount Rainier
1 Municipal Place

Mount Rainier, MD 20712

Mount Rainier
CIVIC CENTER

General Contractor:

5604 Broad Branch Rd. WDC 20015
T: 202.232.8135

Maryland Construction
14300 Gallant Fox Lane, Suite 121
Bowie, MD  20715           (T) 301-262-6106

Shemro Engineering Assoc.
19636 Club House Rd.
Montgomery Village, MD 20886
301-990-9559

Macris, Hendricks & Glascock, P.A.
9220 Wightman Road, Suite 120
Montgomery Village, MD 20886
301-670-0840

Structural Engineers:

LEED Consulting:
J Harrison Architect
1867 Lindamoor Dr.,  Annapolis, MD  21401
410-266-0987

Fire Protection and Sprinklers:
The Protection Engineering Group, Inc.
2809 Boston St., Suite 7, Baltimore, MD 21224
443-708-4096

Mechanical Engineers:

4/22/13   100% CD's Submission

Building Elevations/Sections

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 3/16'' =  1' - 0''
2 East/Alley Elev @ High Roof

0 4' 8' 12'

SCALE: 3/16'' =  1' - 0''
3 West Elev @ High Roof - w/o Sun Control Louvers

0 4' 8' 12'

32
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'-9

"

11
'-8

"
11

'-8
"

9 sq ft

4 sq ft

4 sq ft

4 sq ft

7 SF

7 SF

20.25 SF 20.25 SF

20.25 SF7 SF7 SF

7 SF

7 SF

44 SF

For Elevation behind Sun Louvers -
See  3/A3.3  above.

Alley

1
A4.2

x
A5.x

1
A4.4

1
A4.3

This elevation view is for clarification of the details behind the sun
louvers, only. Construction price to include Sun Louvers

1 2 3

C.7 C.7 ABCDE

4
A6.7

2
A5.3

1
A5.3

2
A4.2

Ref. 1/A2.2

1

SCALE: 3/16'' =  1' - 0''
1 EAST / ALLEY ELEV - Library

0 4' 8' 12'

SCALE: 3/16'' =  1' - 0''
2 City Hall Section

SCALE: 3/16'' =  1' - 0''
4 West ELEV / SECTION - Library

0 4' 8' 12'

Bollard

Bathroom exhaust grilleWall Light

Engraved
Stone

Plaque

Brick Wall
Footing

Wdw.

Composite Zinc Mtl.
Panel Rainsceen Wall
System

Ptd Stl Sun Shades

Terracotta Panel
Rainsceen Wall System

Awning Wdw.

Brick Venner

Ptd Stl Sun Shades

Composite Zinc Mtl. Panel
Rainsceen Wall System

Ptd Stl Sun Shades

Brick Venner

Curtainwall

Composite Zinc
Mtl. Panel Rain-

sceen Wall
System

Absolute Black
Granite

Stone Seat

Ptd Stl Sun
Shades

Terracotta Panel
Rainsceen Wall System

Ptd Stl Sun Shades Clearstory Windows Beyond
Ptd Stl Sun Shades

1st Flr
Elev. 60.5

2nd Flr
Elev. 73'-3"

T.O.S
Elev. 89'-1 1/2"

2nd Flr
Elev. 75'-3"

T.O.S
Elev. 89'-1 1/2"

1st Flr
Elev. 60'-6"

Bsmt
City Hall
Elev.

Attic Level
City Hall
Elev.

1st Flr
City Hall
Elev. 64'-4.5"

2nd Flr
City Hall
Elev.

1st Flr
Elev. 60.5
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SCALE: 3/16'' =  1' - 0''
2 Partial West Elev - no Sun Control

0 4' 8' 12'

SCALE: 3/16'' =  1' - 0''
3 North Elevation - w/o Sun Control Louvers

0 4' 8' 12'

SCALE: 3/16'' =  1' - 0''
1 WEST  / ALLEY ELEVATION - City Hall

0 4' 8' 12'

14
'-9

"

Ref. 1/A3.4

Ref. 1/A3.1

This elevation view is for clarification of the details behind the sun
louvers, only. Construction price to include Sun Louvers

This elevation view is for clarification of the details behind the sun
louvers, only. Construction price to include Sun Louvers

4
A4.2

2
A4.2

This elevation view is for clarification of the details behind the sun
louvers, only. Construction price to include Sun Louvers

Ref. 1/A3.2

Elev. 60'-6"

Elev. 52'-8"

Elev. 75'-3"

Elev. 64'-5"

Elev. 76'-0 1/2"

Elev. 52'-8"

For Elevation behind Sun
Louvers - See  2/A3.4

Announcements

Elev. 76'-0 1/2"

Elev. 64'-5"

C.2 DB C C.7 E

Exist wall
sconce

to remain
Exist wall sconce
to remain

Wall Light

Standing Seam Copper Roofing

Existing louver to be removed. Install new ext.
wall w/ insulation. Finish to match existing.

New exhaust
louver

New exhaust
louver Sun Shades

New Door in
End Gable

Ptd Mtl Gate

Black Granite

SS Bollard

Brick Veneer

Second Flr.
Elev. 75'-3"

1st Floor
Elev. 60'-6"
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Sound Insulation
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Finished Ceil'g - See
Finish Schedule

Transom Beyond

Finished Flr. - See
Finish Schedule Finished Flr. - See
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Zinc Terrazzo  Divider Strip

Linear DiffuserLinear Diffuser

5" conc. slab on grade

2" thk. Rigid insulation
Vapor barrier

2" Thk. Rigid Insulation

Finished Floor - See
Finish Schedule

Door. Beyond

Composite Zinc Mtl. Panel
Rainsceen Wall System

Finished Flr. - See
Finish Schedule

Brick Beyond
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Finish Schedule

Finished GWB Boarder
Ceil'g - See Finish Schedule
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Clearstory Wdw beyond
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Wdw beyond
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WdwGreen Roof Palettes
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Ballast

Operable Partition

Interior Wdw Beyond
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guage/weight
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Ceiling System

Linear Diffuser
Finished GWB Boarder
Ceil'g - See Finish
Schedule

Finished Grade
Varies in Height/Elev.

Exist. Conc. Slab

Existing Roof
Structure

Terracotta Panels

4" Perf. Drain Tile
Wrapped W/

Crushed
Stone Wrapped W/

Filted Cloth

Drainage Board and
Waterproofing

Continuious LED Soffit
Light (Type C5)
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Elev. 89'-1 1/2"
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Elev. 95'-1"

T.O.S.
Elev.100'-11 1/2"

SCALE: 1/2'' =  1' - 0''
3 Wall Section

SCALE: 1/2'' =  1' - 0''
2 Wall Section

SCALE: 1/2'' =  1' - 0''
4 Wall Section

SCALE: 1/2'' =  1' - 0''
1 Wall Section

5" thk gravel base

5" conc. slab on grade
Vapor barrier
2" thk. Rigid insulation

Vertical Perferated Ptd Stl. Sun
Shade Louvers clipped to curtain
wall

Green Roof Palettes

Continuious LED
Soffit Light

Linear Diffuser

Retaining Wall

1" Thk. Insul. Gl.
in Curtainwall System

Green Roof Palettes

Built-in Bookcase

Ptd. Stl. Col.

Green Roof Palettes

Exposed Spiral Duct

4" Perf. Drain Tile
Wrapped W/ Crushed
Stone Wrapped W/
Filted Cloth

1" Thk. Insul. Gl.
in Curtainwall System

Retaining Wall

Drainage Board and
Waterproofing

1" Thk. Insul. Gl.
in Curtainwall System

Composite Zinc Mtl. Panel
Rainsceen Wall System

Terracotta Panels

Terracotta Coping

Henry blueskin
VP air and
water barrier
fully adhered
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"

3'
-1

1"
9'

8"

11
'-9

"
3'

9'

1'-7"

4'-8"

High pressure laminate
2' W x 10' L wall panel system

similar to Parqwall, by
Abet Laminati. System to

include alum joint profiles at all
horiz and vert joints shown.

S. S. Panel
S. S. Rain Leader

S.S. Gutter
S. S.  Plate Beam
S. S. Spider Gl. ClipsGlass Railing

Glass Railing

Skylight

Wd. Panel

Ptd. GWB

First Flr. City Hall
Elev. 64'-5"

Basement Flr.
Elev. 52'-8 1/2"

Second Flr. City
Hall

Elev. 76'-0 1/2"

First Flr.
Elev. 60'-6"

METAL EXTENDER FLASHING
REINFORCED CMUROOFING MEMBRANE FLASHING

ADHERED TO ROOFING MEMBRANEROOFING MEMBRANEAIR AND VAPOR BARRIERCONC SLAB

T.O.S.
Elev.84'-9"

SCALE: 1/2'' =  1' - 0''
1 Wall Section

F.1 E.9

SCALE: 1/2'' =  1' - 0''
4 Wall Section

SCALE: 1/2'' =  1' - 0''
3 Wall Section

1

SCALE: 1/2'' =  1' - 0''
2 Wall Section

F

SCALE: 1/2'' =  1' - 0''
5 Wall Section

1" Thk. Insul. Gl.
in Curtainwall System

Pendent Light

PV Panels

New Standing Seam
Copper Roofing to
Match City Hall Roof
guage/weight

Existing Roof
Structure

Vertical Perferated Ptd Stl. Sun
Shade Louvers clipped to curtain
wall

Vertical Perferated Ptd Stl. Sun
Shade Louvers clipped to curtain
wall
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A5.4

x

Ax.x

x

Ax.x
4

A6.5

x

Ax.x

x

Ax.x

9

A6.9

3 & 5

A6.10

1a

A6.10

5

A6.11

1'-6 1/2"
5 

1/
2"

1'
-3

"
6"

2'

9'-3 1/2" varies

13
'-1

0 
1/

2"

1'-6 1/2"

1'-7"

14
'-9

"

10
'-2

 1
/2

"

16
'-6

"

S. S. Rain Leader

S. S. Cruciform Shaped Column

S. S. Rain Leader

Tempered Tinted Fritted
Structural Glass Canopy

Conc. Footing

Conc. Footing

S. S. Cruciform Shaped Column

Conc. Walkway

S. S. Spider Gl. Clips
SS Gutter

SWM Planter Bey'd

S.S. Gutter

S. S. Spider Gl. Clips
S. S.  Plate Beam

S. S. Cruciform Shaped Column

Conc. Footing

S.S. Gutter

S. S. Spider Gl. Clips
S. S.  Plate Beam

S. S. Sign

Tempered Tinted Fritted
Structural Glass Canopy

Granite base

Storefront Glass in Vestiblue Side Walls

Drain Pipe to day-light
Per Civil Draw'gs.

SWM Planter Per Civil Draw'gs.

S. S. Rain Leader Beyond

S. S. Vestibule Panels Bey'd.

Tempered Tinted Fritted Structural
Glass Canopy

S. S. Rain Leader

Elev. 75'-3"

First Flr.
Elev. 60'-6"

First Flr.
Elev. 60'-6"

Sec. Flr.
Elev. 75'-3"

T.O.S.
Elev. 89'-1 1/2"

First Flr.
Elev. 60'-6"

First Flr.
Elev. 60'-2"

First Flr.
Elev. 60'-6"

T.O.S.
Elev.84'-9"

SCALE: 1/2'' =  1' - 0''
3 Canopy Section

SCALE: 1/2'' =  1' - 0''
4 Lobby West Wall Section

SCALE: 1/2'' =  1' - 0''
2 Canopy Column Elevation

SCALE: 1/2'' =  1' - 0''
5 Sec Thru Duct Shaft

5 & 6

SCALE: 1/2'' =  1' - 0''
1 Star Potts Hall Wall Section

F

E.9

Fire Damper

Fire Damper

Duct

AHU Beyond

1 hr rated shaft wall

Duct

Duct

Shaftwall

Duct

New Standing Seam
Copper Roofing to
Match City Hall Roof
guage/weight

Conc. Slab

Existing Masonry
Wall

New Dbl. Hung
Wdw.

Existing Masonry
Buttress bey'd.

Sound Insulation

New Dbl. Hung
Wdw.

Hung Perferated
Wd. Ceiling

Existing Roof
Structure

PV Panels

Green Roof Palettes

Skylights

1 hr. rated ceiling
assembly @ shaft

Bulkhead

Basecabinet

Uppercabinet

Vertical Perferated Ptd Stl. Sun
Shade Louvers clipped to curtain
wall

1" Thk. Insul. Gl.
in Curtainwall System
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A B

3

A6.6

3
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1

A6.6 Similar

9

A6.8

2

A6.6 Opp. Hd.

2

A6.8

5

A6.5 similar

10

A6.9

2

A6.5 sim.

4

A6.7 Similar

A

B

1

14
'-9

"

21
'-9

 1
/2

"

1'

4'-10 1/2"

5'-10"

8 1/2"

Second Flr.
Elev. 75'-3"

First Flr.
Elev. 60'-6"

T.O.S.
Elev. 95'-1"

T.O.S.
Elev.100'-11 1/2"

SCALE: 1/2'' =  1' - 0''
3 Wall Section

SCALE: 1/2'' =  1' - 0''
1 Wall Section

SCALE: 1/2'' =  1' - 0''
2 Wall Section

SCALE: 1/2'' =  1' - 0''
4 Wall Section

Composite Zinc Mtl. Panel
Rainsceen Wall System

Finished Accoustic Ceil'g -See
Finish Schedule

Vertical Perferated Ptd Stl. Sun
Shade Louvers clipped to curtain
wall

Finished GWB Boarder
Ceil'g - See Finish Schedule

Brick Veneer

Drainage Board and
Waterproofing

5" conc. slab on grade

Flush Wood Base
See Finish Schedule

2" thk. Rigid insulation
Vapor barrier

Sound Insulation

Finished Floor - See
Finish Schedule

Finished Ceil'g - See
Finish Schedule

Finished Flr. - See
Finish Schedule

4" Perf. Drain Tile
Wrapped W/ Crushed

Stone Wrapped W/
Filted Cloth

Clearstory Wdw beyond

Ballasted Boarder
Green Roof Palettes

Composite Zinc Mtl.
Coping Panel Integral W/ the

Rainsceen Wall System

1" Thk. Insul. Gl.
in Curtainwall System

1" Thk. Insul. Gl.
in Curtainwall System

Brick Beyond

7 5/8" Thk. CMU

Exterior Stair

1" Thk. Insul. Gl.
in Storefront System

Ptd. Stl. Col.

Linear Diffuser

Linear Diffuser

Finished GWB Boarder
Ceil'g - See Finish
Schedule

Composite Zinc Mtl. Panel
Rainsceen Wall System

GWB
Ceiling

Pittcon
Industries
Softfoms
alum. GWB
trim piece
STR-075-050
or eq.

Composite
Zinc Mtl.
Panel Rain-
sceen Wall
System

Rigid Insula-
tion on CMU

7 5/8" Thk.
CMU

Vertical Perferated Ptd Stl.
Sun Shade Louvers clipped

to curtain wall BeyondBallasted Roof
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Elev. 76'-0 1/2"

Elev. 64'-5"

Elev. 52'-8"

Elev. 84'-0"

Elev. 52'-8"

Elev. 60'-6"

Elev. 75'-3"

Elev. 60'-6"

Elev. 64'-5"

Elev. 75'-3"

Elev. 52'-8"

Elev. 76'-0 1/2"

SCALE: 1/2'' =  1' - 0''
3 Section

0 1' 2' 4'SCALE: 1/2'' =  1' - 0''
4 Section

0 1' 2' 4'

x

Ax.x

SCALE: 1/2'' =  1' - 0''
2 Section

0 1' 2' 4' SCALE: 1/2'' =  1' - 0''
1 Section

0 1' 2' 4'

x

Ax.x

2" thk. Rigid insulation

Vapor barrier
2" thk. Rigid insulation

5" conc. slab on grade

Gravel base

Wall Light

Supply air

Wall Light

Electric outlet

Call button

Emergency instruct'ns

Cab arrival light

Glass Railing

Supply air

Light Wall in
yellow

SS Elevator
door

Jamb piece
at window

Light Wall in
yellow

Light Wall in
yellow

Light wall boxes

Glass Railing

Stair 4 #114

Opening in 2nd
Floor along Ramp

Pt'd gwb

Pt'd gwb

Opening
betw floors

Glass Railing

Light Wall to extend
thru floor opening

SS Elevator door
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Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
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SCALE: 1 1/2'' =  1' - 0''
6 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
5 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
1 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
2 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
4 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
3 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
7 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
11 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
9 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
14 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
13 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
10 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
12 PLAN DET

0 6'' 12'' 18'' SCALE: 1 1/2'' =  1' - 0''
8 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
15 PLAN DET @ Book Drop

0 6'' 12'' 18''

7 5/ 8" x 7 5/8" x 15 5/8" CMU

Rigid insulation

1 5/8" mtl stud @ 16" O.C.

Wall Panel system - 3/4" thk high
pressure laminated wall paneling
on z clip system. See Int. elev for
Panel type.

5/8" thk. ptd. GWB

5/8" thk. ptd. GWB

Slatwall horizontal display
boards- see interior elev.

5/8" plywd on 3 5/8" mtl studs

Sound insulation

Brick Veneer

Perma-barrier water proofing

1" Air Space

Rigid insulation

7 5/ 8" x 7 5/8" x 15 5/8" CMU

1 5/8" mtl stud @ 16" O.C.

5/8" thk. ptd. GWB

Sound batt insulation

Resilient channel

3 5/8" mtl stud @ 16" O.C.

2 layers of 5/8"  thk. GWB

Property line

Thermally Broken Alum. Curtain-
wall window wall system

Brick Veneer

Perma-barrier water proofing

1" Air Space

Rigid insulation

7 5/ 8" x 7 5/8" x 15 5/8" CMU

1 5/8" mtl stud @ 16" O.C.

5/8" thk. ptd. GWB

Sound batt insulation

Resilient channel

3 5/8" mtl stud @ 16" O.C.

2 layers of 5/8"  thk. GWB

Property line

Thermally Broken Alum. Curtain-
wall window wall system

Built-in book drop box

7 5/ 8" x 7 5/8"
x 15 5/8" CMU

1" Air Space
Perma-barrier
water proofing

Brick Veneer

Custom millwork
Entry door

Wall Panel #1: 3/4" thk high
pressure laminated wall paneling
on z clip system. See Int. elev for
Panel type.

Brick Veneer
Perma-barrier water proofing

Rigid insulation
7 5/ 8" x 7 5/8"
x 15 5/8" CMU

1" Air Space

1 5/8" mtl stud
@ 16" O.C.

5/8" plywd on 3 5/8"
mtl studs

5/8" plywd on 3 5/8"
mtl studs

5/8" gwb

Wall Panel system - 3/4" thk high pressure
laminated wall paneling on z clip system. See
Int. elev for Panel type.

5/8" plywd on 3 5/8"
mtl studs

1/2" thk tempered
glass panel in

1" x 1" alum frame

Alum Entry Doors

5/8" plywd on 3 5/8"
mtl studs

Wall Panel system - 3/4" thk high
pressure laminated wall paneling
on z clip system. See Int. elev for
Panel type and sizes.

5/8" thk. ptd. GWB on
2 1/2" -20 ga. mtl studs5/8" plywd

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip

system. See Int. elev for Panel type.

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip

system. See Int. elev for Panel type.
Pt'd stl column

Aluminum dr frame

5/8" thk. ptd. GWB on 3 5/8" mtl studs

Extended jamb
piece  to match
storefront

1/2" thk tempered
glass panel in 1" x 1"
alum frame

Extended sill
piece, below

Pt'd stl column

Alum/Gl int wall system;
Int.Gl #1.1
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2 1/2"
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2 
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2"

2 
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2"

6"

2 
1/

2"

6"

2 
1/

2"

6"

2 1/2"

6"

2 1/2"

6"

2 1/2"

6"

2 1/2"

3/
8"

7 
5/

8"

14"

2"

4"

7 5/8"

3 
9/

16
"

12
 7

/8
"

Wall register below window

Interior Window

MiterMiter

Ref: 2/A2.7

8

9

8.25

8.75

F.1

E.9

11
 1

5/
16

"
11

 1
5/

16
"

Ref: 1/A2.1

7

3

2

A A A

F

F

3.1 3.3

Ref: 1/A2.2

Ref: 1/A2.1

Ref: 1/A2.1

Ref: 1/A2.1

Ref: 1/A2.1

B

Ref: 1/A2.2 & 1/A2.2Ref: 1/A2.2 & 1/A2.2 Similar

Elevator

Hall

F

SCALE: 1 1/2'' =  1' - 0''
4 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
5 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
7 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
10 PLAN DET

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
6 PLAN DET. at VESTIBULE 116

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
3 PLAN DET @ LOBBY 115A

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
2 PLAN DET @ LOBBY 115A

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
8 PLAN DET @ LOBBY 115A

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
9 PLAN DET @ LOBBY 115A

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
1 PLAN DET @ Elev & Light Wall

0 6'' 12'' 18''

11 1/2"

Insulation

Remove existing face brick in
this area

Perma-barrier
water proofing

1" Air Space
Brick Veneer

Window to match
curtain wall system

St. steel cruciform
column

7 5/ 8" x 7 5/8"
x 15 5/8" CMU

Curtain Wall

aluminum entrance
doors

Roof Leader

Curtain Wall

Miter corner

St. steel cruciform
column

Existing masonry to remain

Existing face brick to remain

Curtain Wall

Curtain Wall system

Existing masonry.
Paint to be removed

from exterior face.

5/8" gwb on
3 5/8" mtl. studs

5/8" GWB on 3 5/8" mtl studs
and batt insulation

Line of brick outside face below

Stl column, see struc. dwgs.

Batt Insulation

5/8" insul on 3 5/8" mtl studs

Custom plas. lam. cabinet.

PT blocking as required

Wall Panels;High
Pressure Laminate

on 3/4" veneer plywd
on z -clip system.

5/8" plywd on 2 1/2"
mtl studs

Brick Veneer

5/8" GWB on 6" mtl studs
Batt Insulation

Stl column, see struc. dwgs. 5/8" insul on
3 5/8" mtl studs

1" Air Space

Alum angle
and 3/8" spacer
to match wndw frame

Insulation

7 5/ 8" x 7 5/8"
x 15 5/8" CMU

St. steel
bollard

Elevator Door Jamb

Perma-barrier
water proofing

Window
Frame

Light Wall

Glass Railing

Edge of floor
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13 7/16"

24
" 5/

8"

13 7/16"

24
"

5/
8"

3"
8 

3/
4"

13 7/16"

8 3/4"

3/4"

1/2" 3/4"

3/4"

6"
4 

7/
8"

4 7/8"

1

A

C.2

E

C.2

C.7

3.1

C.7

B

A

Ref: 1/A2.2

Ref: 1/A2.2

Ref: 1/A2.3

Stair 1

Ref: 1/A2.3

3.3

Stair 1

Ref: 1/A2.3

Ref: 1/A2.2

3.1

218

217

Hall 217

Multipurpose
227

Ref: 1/A2.2

Ref: 1/A2.2

Closet
#231

Multipurpose Rm
#226

3.3

1 2

3.6

A.8

SCALE: 1 1/2'' =  1' - 0''
2 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
5 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
8 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
6 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
1 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
3 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
4 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
7 PLAN DET

SCALE: 1 1/2'' =  1' - 0''
9 PLAN DET @ TV Niche

Wall panels on z-clip system-
see Int. Elev. for panel types and location.

Stl col.- see struc. dwgs.

Int door

pt'd wd frame

5/8" gwb on 6" mtl studs
5/8" plywd on 6" mtl studs behind wall paneling

alum window

5/8" gwb on 3 5/8" mt. studs

Stl col., see
structural drawings.

Roof coping

5/8" gwb on
3 5/8" mt. studs

Entrance door

7 5/ 8" x 7 5/8"
x 15 5/8" CMU

Batt insulation

Entrance door

7 5/ 8" x 7 5/8"
x 15 5/8" CMU

5/8" gwb on 6" mtl studs

Vapor Barrier

Storefront system

Sun Louvers

5/8" plywd on 3 5/8" mtl studs

5/8" plywd on 3 5/8" mtl studs

5/8" plywd on 3 5/8" mtl studs

sound insulation

Wall panels on z-clip system-
see Int. Elev. for panel type & sizes

Wall panels on z-clip system-
see Int. Elev. for panel type.

Wall panels below- See panel
type on Int. Elev.

5/8" gwb on 3 5/8" mtl studs.
Below 5/8" plywd at paneling

5/8" gwb on 6" mtl studs above paneling
top of panelilng below.

Sound insulation

Wall panels on z-clip system-
see Int. Elev. for panel type and joint location.

Door
5/8"gwb on
3 5/8" mtl studs

5/8" plywd on 3 5/8" mtl studs

TV by Owner

Rigid Insulation

Rigid Insulation

Roof coping

Stainless Stl. Sun Louvers Clip

Perferated Ptd. Stl. Sun Louvers

Zinc Composite Rainscreen Panel
System

1/8" THK. Ptd. Alum. Frame

Zinc Composite Rain-
screen Panel System

1/8" THK. Ptd. Alum. Frame

1/8" THK. Ptd. Alum. Frame

E
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SCALE: 1 1/2'' =  1' - 0''
1 Section @ Wndw in Archive 119

0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
4 Section @ Circulation Desk

0 6'' 12'' 18''

1 
1/

2"

13
 1

/4
"

16
"

16
"

16
"

16
"

16
"

16
"

16
"

16
"

1 
1/

2"
12"

19 1/4"1"

1"

Varies

3/4" thk laminated wall paneling
on z clip system.

5/8" thk Gwb, ea. side
of 3 5/8" metal studs

3/8" thk glass fixed panel

Display Niche; Pt'd veneer
plywd and 2 layers of 1/4" thk

acrylic on SS standoffs

3/4" thk laminated wall paneling
on z clip system.

Conc sill, beyond

1/2" hdwd frame @ display
niche; sill, frame, and head

2 - 1/2" Expansion bolts
at ea. stl. plate

Removable pt'd veneer plywd panel

Recessed sill track

Recessed hardware: EZ-Slide 80
top hung single track sliding

door kit, by CRL, or equal.

Pt'd 5/8" thk gwb

3x3x1/4" Stl. angle @ 4"-0" o.c.
w/ 1/4'' x 3'' x 6'' Welded Stl Plate

Custom colored continuous
concrete counter and
sill beyond

Recessed 3/4"
pt'd wd base

M-7; Laminated plywd desktop

Stl angle, set flush into bottom of top

5/8" thk Gwb, ea. side
of 3 5/8" metal studs

3/8" sliding glass door 1/2" hdwd frame @ display
niche; sill, frame, and head

3/4" p'td wd base

3x3x1/4" Stl. angle @ 4"-0" o.c.
w/ 1/4'' x 3'' x 6'' Welded Stl Plate

3/4" thk laminated wall paneling
on z clip system.

Recessed 3/4"
pt'd wd base

2 - 1/2" Expansion bolts
at ea. stl. plate

Pt'd gwb soffitt

Wall beyond

Line of conc sill, beyond

Recessed cont.
LED strip light

Recessed cont.
LED strip light

Lobby
#115b

Ref: A2.1 & A2.2

Archive
#119

Ref: A2.1

Clerk
#117

Lobby
#115b

Ref: A2.1
F

8

9

Ref: A2.1Ref: A2.1

SCALE: 1 1/2'' =  1' - 0''
3 0 6'' 12'' 18''SCALE: 1 1/2'' =  1' - 0''

6 SEC DET @ Display Niche
0 6'' 12'' 18''

SCALE: 1 1/2'' =  1' - 0''
2 VESTIBULE ROOF  PLAN

0 6'' 12'' 18''
SCALE: 1 1/2'' =  1' - 0''

6 SEC DET @ Clerk's Window
0 6'' 12'' 18''
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SCALE: 3'' =  1' - 0''
7 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
4 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 Section Detail

0 3'' 6'' 9''SCALE: 3'' =  1' - 0''
6 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
5 Section Detail

0 3'' 6'' 9'' 3 Composite Zinc Panel Joint Det.
19 1/4"

20 5/16"

6 3/16"

3 
5/

8"
6 

9/
16

"

6"

3"
3 

1/
2"

2"

3/
4"

8 3/4"

Gasket

Ganite

INSULATION

PACKERS OF VARYING THICKNESS

COLUMN
CENTER

LINE

COLUMN
CENTER

LINE

SARNAFIL FIELD MEMBRANE
AND BASE FLASHING

3/32" CONTINUOUS METAL BRACKET
FASTENED TO LOWER SILL SECTION
THROUGH PACKERS TO REQUIRED CURVE

PREMADE JOINT FILLER

1 1/2" STL FRAMING

STRUCTURAL CONC CURB

CONCRETE INSERT

PTD Steel Column Beyond

WATER
MANAGEMENT
SYSTEM

SARNACLAD FLASHING
GROUT

JOINT SEALANT AND
BACKER ROD

SILL (CURVED IN 2 STORY LOBBY)

SARNAFIL FIELD MEMBRANE
AND BASE FLASHING

WEEPHOLES AT JOINTS
JOINT SEALANT AND
BACKER ROD

RIGID INSULATION

PAVERS AND SETTING
BED PER LANDSCAPING
DRAWINGS
PROTECTION BOARD

Weepholes at Joints - 4'-0"  O. C.

Brick Tiles

Joint Sealant and Backer Rod

Reinforcing Bars per Structural
Draw'gs.

Rowlock Brick Course

Brick Veneer

Weepholes at Joints

8" CMU Grouted Solid

4" CMU Gouted Solid

Absolute Black Granite

Stainless Steel Rod as Stone Anchor
At 3'-0" O. C.

3" S. S. Tube

METAL CLOSURE - CURVED in 2
STORY LOBBY. STRAIGHT AT
LIBRARY LOCATIONS

FULLY TAPED FSK INSUL.
AND VAPOR BARRIER

A6.5
3

Henry Blueskin Breather Vapor permeable
sheet waterproofing Memrane

Air Blok 33 UV Resistant Vapor Permeable
Fluid Applied Barrier

Finished GWB Boarder
Ceil'g - See Finish
Schedule

Linear Diffuser

Composite Zinc Mtl.
Panel Rainsceen
Ceiling System

Galv. CFMF Subgirt Framing
Member

Finished Flr. - See
Finish Schedule

Flush Ptd. Wd. Baseboard

Flashing Fastened with Termination Bar. Seal
Fastener and Bar

5/8" Densglass Gold Sheathing
with Taped Joints

Fully Taped FSK Vapor Barrier

Sound Insulation

Reveal GWB Accessory - Similar
to "Pitcon STR-063"

1/4" Weep Holes - 2 per panel -
min

Corner Reinforcing Angle

Zinc Composite Panel
Filler Strip

Clip Extrusion

#14 AB S. S.

Zinc Composite Panel

Countersunk Rivet

Panel Extrusion

Zinc Composite Rainscreen Panel
System

Continuious LED Soffit
Light

S.S. Sun Shade Clip

Ptd Perferated
Stl Sun Shades

Flush Ptd. Wd.
Baseboard

Curtainwall

Spandrel
Glass

Continuious LED
Soffit Light

Composite Zinc Mtl.
Panel Rainsceen

Ceiling System

Ref:4/A5.2 Ref:4/A5.2 Ref:6/A6.5

Ref:4/A5.2Ref:3/A5.1
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C.2 C.72A

5"

3 
1/

8"

5 1/4"

4"
 M

IN
IM

U
M

8 3/4"

2 
5/

8"

8 3/4"

10
 7

/1
6"

3/
4"

8 
13

/1
6"

5/16"

5/
8"

6 
9/

16
"

5/16"

Ref:2/A5.1

A6.5
3

See Detail 2/A6.6 for notes
om Roofing Construction

See Detail 6/A6.6 for notes
om Green Roof Construction

See Detail 6/A6.6 for notes
om Green Roof Construction

See Detail 2/A6.6 for notes
om Roofing Construction

T. O. S.
Elev. 89'-1 1/2" T. O. S.

Elev. 100'-11 1/2"

T.O.S.
Elev. 95'-1"

Ref:2/A5.1

T. O. S.
Elev. 89'-1 1/2"

Ref:2/A5.1 Ref:2/A5.1

Ref:2/A5.1

T.O.S.
Elev. 95'-1"

SCALE: 3'' =  1' - 0''
10 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
5 Section Detail

0 3'' 6'' 9''SCALE: 3'' =  1' - 0''
8 Section Thru Operable Partition Head

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
6 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
3 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
1 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
6 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
4 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
9 Section Detail

0 3'' 6'' 9''

4.25" tall Continuous Alum Roof "Geoedge"
by Permaloc or equal, typ.
around entire green roofing material.
Edge to be constructed with 8' sections
connected with 2.75" sliding connectors.

Grounding Screen
Cover Board, Adhered

vapor barrier board

Bottom of Beam bey'd.

GWB

W 16 x 50

4" thk. min. tappered insul.
adherred ormechanically
fastened

4" tall Green Roof Tray
Filter Fabric

Adhered or Mechanically
fastened Membrane Roofing 3" thk Ballast - #2 wash gravel or 1"

to 3" Delaware wash gravel or 3"
pea gravel. Final gravel selection
to be made by the Owner and
Architect

Stl. Rods - Size and Spacing
per Structural Drawings

Operable Partition

5/8" Ptd GWB Ceiling

Alum Track by Partition Manuf.

Hung Stl. Plate

4" microperforated
linear metal ceiling
strips on manuf
carrier.

Zinc Composite Rain-
screen Panel System

Continuous Stl Angles

Ptd Perferated
Stl Sun Shades

P.T. Blocking

S.S. Sun Shade Clip

P.T. Blocking

Termination Bar - Seal
Fastener and Bar

1/8" THK  Zinc
coping

Roofing Membrane Flashing
Adhered to Roofing
Membrane

Stl Beam

Stl Beam Cover

S.S. Sun Shade Clip

Spray Foam Insul.

Termination Bar, Sealant and
Sealant Tape

Mtl Deck

vapor barrier

Mtl Extender Flashing

Tapered Insul.

vapor barrier board

5/8" Ptd GWB Ceiling

Tapered Insul.

Zinc Composite
Rainscreen Panel
System

1/8" THK  Zinc
coping

1/8" THK  Alum.
Sill Flashing

Pittcon Industries Softfoms alum. GWB
trim piece STR-063 or eq.

Wd Cap

Ref:2/A5.1

Ref:3/A5.1
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Ref:1/A5.1Ref:1/A5.1Ref:1/A5.1

Ref:1/A5.1Ref:1/A5.1

Ref:1/A5.1

T. O. S.
Elev. 89'-1 1/2"

Ref:1/A5.1

T. O. S.
Elev. 89'-1 1/2"

SCALE: 3'' =  1' - 0''
2 Section Detail

0 3'' 6'' 9''SCALE: 3'' =  1' - 0''
8 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
6 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
4 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
1 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
3 Section Detail

0 3'' 6'' 9''SCALE: 3'' =  1' - 0''
5 Section Detail at Bridge

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
7 Section Detail

0 3'' 6'' 9''

Wall panels on
z-clip system-
see Int. Elev.
for panel type.

Ptd. Plastic
Wd Trim

4" microperforated
linear metal ceiling
strips on manuf
carrier.

5/8" gwb on
3 5/8" mtl studs

pt'd wd frame

Batt sound
insulation
between floors

Pt'd hdwd
recessed base

5/8" gwb on
6" mtl studs

alum window

Sound insulation
in wall.

1.66" Schedule 40 Dia. Brushed
S.S. Handrail tubing

Brushed Stainless Steel No Saddle
Glass Mounted Hand railing Bracket
similar toC.R. Lawrence HR2FGBS

3 5/8" mtl. stud

Blk'g.

5/8" ptd. GWB

Terrazzo

4" sprinkler pipe

Mtl Extender Flashing

Setting blocks per glass rail contractor

5/8" thk. tempered safty glass railling

Filler

Flush Mounted Alum. Gl. Rail Support

Pittcon Industries Softfoms alum. GWB
trim piece STR-063 or eq.

Bond breaker btwn conc. and
alum. typ. thru-out

W 8x10

1 1/2" thk. mtl deck
2x3 Stl Angle

Stl. plate

Cut in Reglet
Counter Flashing

Brick Stl Lintel

Mtl Deck

Roofing Membrane Flashing
Adhered to Brick and Roofing

Membrane

Fin. Flr.

Stl Channel

Close Cell Spray Foam Insulation

Pittcon Industries Softfoms alum.
GWB trim piece STR-XXX-063

vapor barrier board

vapor barrier

Termination Bar, Sealant and
Sealant Tape

New Rowlock Brick Sill

Existing Brick

New Mtl. Clad Wd Dbl. Hung Wdw

New Mtl. Clad Wd Dbl. Hung Wdw

Sound Insulation

New Flr. Framing

Remove all Paint
off of the Existing Brick

2 Layers of 3/4" thk. plywd.

Wall panels on z-clip system-
see Int. Elev. for panel type.

New Arched Soldier Course Brick Header

Rolling Shade
Pocket

Air Blok 33 UV Resistant
Vapor Permeable Fluid
Applied Barrier

Carrier Clip

5/8" Dens Glass Gold
Sheathing with Taped
Joints

Blueskin Breather

Terracotta Coping

Fully Taped FSK Vapor
Barrier

Alum Subgirt System

Flashing Fastened With
Termination Bar.
Seal Fastener and Bar

Terracotta Rain-
screen Panel System

Mtl Extender Flashing

Henry Blueskin Breather
Vapor permeable sheet
waterproofing Memrane

Vertical Carrier System

Insulation

Carrier Clip

Blueskin Breather

Alum Subgirt System

Vertical Carrier System

Insulation

Copper Drip
Edge

Standing Seam Copper

5/8" CDX Plywd.

Copper Roofing

Tar Paper

Copper
Gutter
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SCALE: 3'' =  1' - 0''
7 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
9 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
1 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 SECTION DTL

0 3'' 6'' 9''SCALE: 3'' =  1' - 0''
6 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
4 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
3 SECTION DTL

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
5 SECTION DTL

0 3'' 6'' 9''

8 Half Full Scale Shade Pocket Sec. Det
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1/2"4 1/2" 1" 6 1/4"1/2"

2 
1/

2"
1"

1/
2"

1"

8 3/4"

Window Frame
Cap

A

WRAP HENRY BLUESKIN
BREATHER INTO OPENING.

JOINT SEALANT AND
BACKER ROD

STEEL FLASHING SUPPORT
MEMBER

COLD FORMED METAL FRAMING

GALVANIZED CFMF SUBGIRT
FRAMING MEMBERS

AIR BLOK 33 UV RESISTANT,
VAPOR PERMEABLE, FLUID
APPLIED BARRIER

TERMINATE BLUESKIN
BREATHER BELOW UPPER
SUBGIRT FRAMING MEMBER

5/8" DENSGLASS GOLD
SHEATHING WITH TAPED
JOINTS

TERMINATE AIR BLOC 33
AT TOP OF SHEATHING
UNDER BLUESKIN
BREATHER.

4

ZINC COMPOSITE PANEL

FLASHING FASTENED
WITH TERMINATION BAR.
SEAL FASTENER AND BAR

HENRY BLUESKIN
BREATHER VAPOR
PERMEABLE SHEET
WATERPROOFING
MEMBRANE

Ref: 1/A5.5

HENRY BLUESKIN BREATHER
VAPOR PERMEABLE SHEET
WATERPROOFING
MEMBRANE

BRICK VENEER

AIR SPACE

COMPOSITE ZINC
PANEL
RAINSCREEN
GASKET

CUT IN REGLET
COUNTER FLASHING

ROOFING MEMBRANE FLASHING
ADHERED TO ROOFING MEMBRANE

METAL EXTENDER FLASHING

ROOFING MEMBRANE

INSULATION

AIR AND VAPOR BARRIER

TERMINATION BAR, SEALANT
AND SEALANT TAPE

TEAR-AWAY EDGE BEAD

JOINT SEALANT AND
BACKER ROD

COMPOSITE ZINC
PANEL

RAINSCREEN
GASKET

1/
16

"
1/

16
"

STRUCTURAL
SILICONE SEALANT

SILICONE GASKET

COLD FORMED METAL FRAMING

TERMINATE VAPOR RETARDER
AT INTERIOR SEALANT JOINT

1" INSULATED
GLAZING

WINDOW CAPS ALUMINUM SILL

Ref: 1/A5.2

Ref: 1/A5.2

GALVANIZED CFMF SUBGIRT
FRAMING MEMBERS
FULLY TAPED FSK VAPOR
BARRIER

FULLY TAPED FSK INSUL.
AND VAPOR BARRIER

Spandral Glass

8
A6.8

INSULATION

Continuious Alum.
Drip Flashing

Ref:1/A5.1

Ref: 1/A5.5

Ref: 5/A5.3

3
A6.5

Continuious Alum. Drip
Flashing

INSULATION AND CFMFINSULATION AND CFMF BETWEEN STEEL
VERTICALS

INSULATION AND CFMF

STEEL FLASHING SUPPORT MEMBER

1/
16

"

METAL FLASHING

RAINSCREEN GASKET

INSULATION AND CFMF

COLD FORMED METAL FRAMING

STEEL FLASHING SUPPORT MEMBER

1/
16

"

METAL FLASHING

RAINSCREEN GASKET COLD FORMED METAL FRAMING

TEAR-AWAY EDGE BEAD

COLD FORMED METAL FRAMING

INSULATION AND CFMF BETWEEN STEEL
VERTICALS

STRUCTURAL SILICONE SEALANT

SILICONE GASKET1" INSULATED GLAZING

ALUMINUM SILL

JOINT SEALANT AND BACKER ROD

1/
16

"
1/

16
"

1/
16

"

RAINSCREEN GASKET

WINDOW CAPS

TERMINATE VAPOR RETARDER AT INTERIOR
SEALANT JOINT

TEAR-AWAY EDGE BEAD

COLD FORMED METAL FRAMING

INSULATION AND CFMF BETWEEN STEEL
VERTICALS

STRUCTURAL SILICONE SEALANT

SILICONE GASKET1" INSULATED GLAZING

ALUMINUM SILL

JOINT SEALANT AND BACKER ROD

1/
16

"
1/

16
"

1/
16

"

RAINSCREEN GASKET

WINDOW CAPS

TERMINATE VAPOR RETARDER AT INTERIOR
SEALANT JOINT

Ref: 2/A5.2

4

Metal Extender Flash'g

Roof Membrane
Flashing Adhered to
Roof Membrane

Air and Vapor Barrier

Stl. Clip

Insulation

Roof Membrane

1 1/2" Mtl. Deck

Ballast

Sealant

Termination Bar - Seal
Fastener and Bar

S.S. Sun Shade Clip

S.S. Clip

Ptd Perferated Stl Sun
Shades

Rollling Shade Pocket

Curtainwall

5/8" Dens Glass Gold
Sheathing with Taped

Joints

Terracotta Rain-
screen Panel System

Alum Subgirt System

Vertical Carrier System

Insulation

Flashing Fastened With
Termination Bar.

Seal Fastener and Bar

Henry Blueskin Breather
Vapor permeable sheet
waterproofing Memrane

Blueskin Breather

Air Blok 33 UV Resistant
Vapor Permeable Fluid

Applied Barrier

Carrier Clip

Insulation

Ptd.GWB

Flush Ptd. Wd.
Baseboard

Pittcon Industries Softfoms
alum. GWB trim piece
STR-063 or eq.

Ptd.GWB

Flush Ptd. Wd.
Baseboard

Pittcon
Industries
Softfoms
alum. GWB
trim piece
STR-063 or eq.

2x6 FRT Blk'g.
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SCALE: 3'' =  1' - 0''
1 VERTICAL SEC @ WD PANEL'G

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 CORNER DTL @ WD PANEL'G

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
3 OUTSIDE CORNER DTL @ WD PANEL'G

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
4 INSIDE CORNER @ WOOD PANELING

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
5 TYP. VERT. JT. @ WD PANEL'G

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
6 SEC @ Council Chambers Ceiling Light

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
7 DTL @ MARKER BOARD

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
9 SEC @ Council Chambers Ceiling Light

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
11 Plan Det @ Tutor Rooms

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
10 Sec. Det.

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
8 0 3'' 6'' 9''

E

SCALE: 3'' =  1' - 0''
13 Sec. Det. in Vest 135

0 3'' 6'' 9''

10
-

SCALE: 3'' =  1' - 0''
12

4"4"

1" 3 13/16"

1" 3 13/16"

1"

1"

1/8"

1/
8"

1/
8"

0"
1/

8"

1/
8"

varies
1/4" 1/2"

1 
7/

16
"

typ.
reveal

bott
of jt.

Horiz. module
workpoint
Hardwood veneer
plywood over 5/8"
drywall.

Top of Floor Finish

Hardwood base.

Hardwood spline, typ.
3/4" Veneer Plywd.

5/8" Gwb

Alum. trim piece @
outside corner

Ceiling, shown w/ dashed line

Hardwood spline, typ.

5/8" Gwb

3/4" Veneer Plywd.

Miter

5/8" Gwb
3/4" Veneer Plywd.

Outside corner, Pittcon SO-R060-90  corner
mold clear anodized aluminum finish w/ 3/16"
s.s. fin. Fin to extend 1/8" past finish

3/4" Veneer Plywd.

5/8" Gwb

typ.
reveal

bott
of jt.

Horiz. module
workpoint
Hardwood veneer
plywood over 5/8"
drywall.

Top of Floor Finish

Hardwood base.

Hardwood spline, typ.
3/4" Veneer Plywd.

5/8" Gwb

Alum. trim piece @
outside corner

Ceiling, shown w/ dashed line

Hardwood spline, typ.

5/8" Gwb

3/4" Veneer Plywd.

Miter

5/8" Gwb
3/4" Veneer Plywd.

Outside corner, Pittcon SO-R060-90  corner
mold clear anodized aluminum finish w/ 3/16"
s.s. fin. Fin to extend 1/8" past finish

3/4" Veneer Plywd.

5/8" Gwb

3/8" thk glass
S.S. cap to stand-off

S.S. Stand-off

Pt'd Gwb

3/8" thk glass
S.S. cap to stand-off

S.S. Stand-off

Pt'd Gwb

1/8" Reveal, typ.

Cove Light  - Similar to io
Lighting's raye LED fixture

ELEVATION
DETAIL

Ref: 1/A2.1

Ref: 1/A2.1 Ref: 1/A2.1

Copy 136

Tutor 133

Ref: 1/A5.4 Ref: 3/A4.3

1/2" tempered/
laminated glass panel

5/8" thk. ptd. GWB
on 2 1/2" 20 ga. mtl
studs

5/8" thk. plywd

5/8" thk. ptd. GWB
on 2 1/2" 20 ga. mtl studs

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip system.

See Int. elev for Panel type.

Curved mtl runner track
Curving 1/2" gwb, see RCPs

4" microperforated linear metal ceiling
strips on manuf carrier.

Veneer plywd curved to form
clg recess. See RCP

1/2" gwb clg.

4" linear metal ceiling
strips on manuf carrier.

5/8" Plywd on 3 5/8" mtl studs

Alum. storefront ,
beyond

Alum filler piece betw jambs

high pressure laminated slatwall
display; 3" OC with mill
finish inserts.

high pressure laminated slatwall
display; 3" OC with mill
finish inserts.

5/8" gwb each side of 3 5/8" mtl studs

Alum/Tempered glass
interior wall system

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip system.
See Int. elev for Panel type.

Alum/Tempered glass
interior wall system

5/8" thk. ptd. GWB
on 2 1/2" 20 ga. mtl studs

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip system.
See Int. elev for Panel type.

5/8" thk plywood on 2 1/2"
20 ga. mtl studs

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip system.
See Int. elev for Panel type.

Wall Panel: 3/4" thk -high pressure
laminated wall paneling on z clip system.
See Int. elev for Panel type.
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1a
6.10

6
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2 1/4"2 1/4"
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2"
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4"
2"

8'
-3

"
12

"

2 
1/

2"

4 
1/

16
"

16
 3

/1
6"

5"

2 1/16"

S. S.  Plate Beam

Tempered Tinted Fritted
Structural Glass Canopy

S.S. Gutter in Forground

S.S. Spider Gl. Clips

S. S.  Plate Beam
3 - 1/2" Thk. plates

S. S.  Plate Beam
3 - 1/2" Thk. plates

S. S. Pipe Rain Leader

Silicone Sealant

S.S. Gutter

Tempered Tinted Fritted
Structural Glass Canopy

S. S. Spider Gl. Clips
Light Type "X"

2" S. S. Rain Leader

Ref:4/A5.3

Ref:4/A5.3

Ref:4/A5.3

Ref:4/A5.3

Ref:4/A5.3

Ref:3/A6.10

Ref:3/A6.10

Ref:4/A6.10

SCALE: 3'' =  1' - 0''
3 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
5 Section Detail

0 3'' 6'' 9''

F.1

SCALE: 3'' =  1' - 0''
6 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
7 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
4 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
1a Section Detail

0 3'' 6'' 9''8.75

E.9

F 5 thru 9

SCALE: 3'' =  1' - 0''
1 Section Detail

0 3'' 6'' 9''

Alum. Wdw Unit

Composite Zinc Panel Beyond

Granite Sill

Cast Concrete Curb

Terrazzo

Walk - Off Grate

Solid Granite Base

Cast-in Metal edge

Alum. Wdw Unit

2" Thk. Rigid Insul.

Terrazzo
Cast-in Metal edge

Solid Granite Base

Walk - Off Grate

Composite Zinc Panel
Bey'd

Tempered Insul. Dr. Gl.

Alum. Wdw Unit

Alum. Dr. Frame

Granite Sill

Stl Tube

Composite Zinc
Panel Bey'd

Plywd.

Alum. Dr. Frame

Alum. Dr. Frame

MTl. Deck
3/4" FRT Plywd.
1 1/2"Mtl. Deck
Stl Tube

Composite Zinc
Panel Bey'd

Temp'd Insul. Dr. Gl.

Col. Flange Bey'd.

Solid Granite Base

Composite Zinc
Panel Bey'd

Col. Flange

Pipe Col.  Bey'd.

Continuious Roof Membrane
Flashing Adhered to

Plywd. on all sides and ends

Alum. Dr. Frame

3" Stl. Pipe Col.

S.S. Plate Beam

S.S. Thru Bolts

Alum. Dr.

Alum. Dr.

Composite Zinc
Panel Joint

Tempered Insul. Dr. Gl.

Composite Zinc
Panel Joint

Square Alum. Stop Profile

Composite Zinc
Panel Bey'd

Alum. Dr.

Composite Zinc
Panel

Tempered
Insul. Gl.
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Ref:3/A5.3

Ref:3/A5.3

Ref:1/A2.1 & 1/A2.2
SCALE: 3'' =  1' - 0''

3 Plan Detail
0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''

1 Section Detail
0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
2 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
5 Section Detail

0 3'' 6'' 9''

F

Insul.

Scheduled
Ceiling

Reveal GWB
Accessory -
Similar to
"Pitcon STR
-063"

2x Framing

Roof Membrane

Stl. Plate

Grout

Stl. Plate

Sealant

Stl. Plate

Stl. Plate Bey'd

Stl. Channel

Stl. Plate

Stl. Plate Bey'd

1 1/2" Mtl. Deck

Brick

Stl. Channel

Air and Vapor Barrier

Insulation

Metal Extender Flashing

Cut in Reglet Counter Flashing

Ballast

Roof Membrane
Flashing Adhered to

Roof Membrane

Setting blocks per glass rail contractor

Terrazzo

Brushed Stainless Steel No Saddle Glass
Mounted Hand railing Bracket similar to
C.R. Lawrence HR2FGBS

Stl. Plate Bey'd

1.66" Schedule 40 Dia. Brushed
S.S. Handrail tubing

3/4" thk. tempered safty glass railling

Filler

Flush Mounted Alum. Gl. Rail Support

Bond breaker btwn conc. and alum.
typ. thru-out

5/8" ptd. GWB

4x4 stl. tube

4x4 stl. tube @ 4' O.C.

Reveal GWB
Accessory -
Similar to
"Pitcon STR
-063"

W 21 x 68 Stl. Column

Line of Stl. Plate Lintel
Abv.

Line of Stl. Plate Lintel
Abv.

Sealant

Termination Bar - Seal
Fastener and Bar

Metal Extender Flashing

Roof Membrane
Flashing Adhered to

Roof Membrane

Ballast

Roof Membrane

Spandral Glass

Ptd Perferated Stl Sun
Shades

Fully Taped FSK Insul.
and Vapor Barrier

S.S. Sun Shade Clip

S.S. Sun Shade Clip

Insulation

Col. Flange

3" Stl. Pipe Col.

Curtainwall

Air and Vapor Barrier

Vapor Barrier Board
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Stair Sections

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-88825'

-5
"

3/
16

"

6 
7/

8"

5'
-5

"

42
"

3/
8"

9 
5/

16
"

1 5/8"

1 
1/

2"
13

/1
6"

Second Flr.
Elev. 75'-3"

Mid-Height Landing
Elev. 69'-10"

City Hall First Flr.
Elev. 64'-5"

SCALE: 3'' =  1' - 0''
1 Section Detail

0 3'' 6'' 9''

SCALE: 3'' =  1' - 0''
3 Section Detail

SCALE: 3'' =  1' - 0''
4 Section Detail

0 3'' 6'' 9'' SCALE: 3'' =  1' - 0''
2 Section Detail

Terrazzo

1 1/2" thk. mtl deck

Setting blocks per glass rail contractor

5/8" thk. tempered safty glass railling

Filler

Flush Mounted Alum. Gl. Rail Support
Bond breaker btwn conc. and
alum. typ. thru-out

Fin. Flr.

1.66" Schedule 40 Dia. Brushed
S.S. Handrail tubing

Brushed Stainless Steel No Saddle
Glass Mounted Hand railing Bracket
similar toC.R. Lawrence HR2FGBS

Stone Tread

Continuious Perferated
Mtl. Riser/Tread Support

Stl. plate

4 x 3 Cont. Stl. Angle

5 x 3 Cont. Stl. Angle

4 x 3 Stl. Clip Angle

Glass Rail Beyond

Stl. plate
Wall Panel: 3/4" thk -
high pressure laminated
wall paneling on z clip
system. See Int. elev for
Panel type.
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Basement RCP

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
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Stair 2017

BA

001

008

011

004 005

003

006

012

009

002

010

007

014

013

017 015

016

956 sq ft

New lay-in clg.

New lay-in clg.

Fill, patch, repair
existing GWB, typ

where stippled shown

MLav014

M

Mech006

Mech008

Control004

Mech009

Mech007

Mech010

Lav015

Mech
011

F

P

M

M

M

FF

M

N1

N1

N1

N1

N1

M3

M3

M3

M3

M3

M3

M3

M3

EE

M3

M3

M3

M3

M3

M3

M3

M3

M3

M3

Elev
012

FF

M3

Ofc001

EMR018

Hall 013

Equip003

FF

N1

EE

EE

EE

FF

FF

Q

Q

EE

EE

EE

EE

EE

EE

EE

FF

M

EE

FF

V
M3

V

V FF

V

VStorage005

Hall019

FF

FF
FF

FF
FF

FF
FF

FF

G1

G1

N1N1

N1

G1

018 JC016

M3

Studio002

CH=9'-0"

NOTE: New City Hall ceiling heights
to match existing clg hgts.

C1

C1

3
A4.3

3
A4.3

1
A4.3

1
A4.2

1
A4.2

2
A3.3

2
A3.3

4
A3.3

4
A3.3

3
A4.1

3
A4.1
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1st Flr RCP
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Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
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110

1-F

1-I

1-G

1-H

113

1-F

1-D

1-E

1-W 1-V

126

128

102

101

115

124

1-X

1-Y

123b

125

114

120

122

121

116119

117

118

105

103104

109

1-P

1-O

1-M

137

129

130

134136

127

132133 131

135

111

112

106

1'
-3

 1
/2

"

Display light
Tempered Glass Canopy

Display light

Gwb Ceiling

AC - 1 ceiling tile

GWB

MECH 107B

Sun Control Louvers

Wd or Mtl ceiling
Continuous

curved cove Light

New gwb beams to match existing
and new gwb clg as shown.

Step lights at entry stairs

Light @
display

Linear Diffuser

Wd or Mtl ceiling

Stainless Stl Canopy Structure

Lights

Sun Control Louvers

Lights

Tempered Glass Canopy

Stainless Stl Canopy Structure

Gwb Ceiling

Linear diff., typ.

Linear Diffuser

Existing GWB to
remain shown as
stippled. Refinish
as necessary, paint, typ.

Lockers

Hall
130

Non Fiction &
Fiction
Area

Browsing
Area

Children's
Library

Ofc103

Ofc102

Ofc101

Ofc104

Stair 1
129

Clerk
117

EF

Library 124

BB -3 fixtures per flagpole

K1

D1

M

Hall 106

K2

G

G

G

B

Q

B

A2

A2
A2

A1

A1

A3

A3

A3 A3

A3
A3

B

B

A1

A1

D1

B

B

D1

D1

D1

C3

C1 C1

C1

C3
C3

C3

C3

C3

C3

D

E

E

M3

L

F

H

E

E

E

E E

E

C3
G

F

Q

F

F

C

G

F
F

E

C

G

G

G

G

G

G

G

G

G

G

G

G

G

G

K1

GG

G

G

G

M3

K1

K1

M3

L

L

M3

L

Q

M3

N1

N1

N1

N2

N2N1

N1

M3

N1

N2

N2

G

G
G

O

O

O
O

O

O

M3

O

OO

P

M3

MMM
K3

N1
M3

M3

M3

N2

P

P

D2

D2

G

G

G

G

P

J1

M1

M3

D1

M1

AA

AA

AA

AA

AA

AA Ex

Ex

Ex

P

P

P

Trash
136

EF

EF

Mech
120

Elev
111

Men
127

O

FEC

Hall 110

M
109

EF

EF

EF

M1

Ofc105

M1

Archival
119

M1

Women 128

Tutor 135

G

Tutor 134

G

Tutor 133

C2

Lav
126

Vest. 135

Elec
122A

C3

C2

C3

Copy
136

M3

P

D1

D1

D1

D1

D1

D1

D1

D1

D1
D1
D1

D1

C5

C2

C5

C5

D1
C3

C3
C3 C3 C3

C3

C3
D1
D1

Hall 118

Stor 132

Vest.#1
116

Book
Drop

M3W
108

LW

LW

LW

LW

LW

M1
M1

M1
N1

V
JC
121

EE

EE

Equip
122B
EE

BB -3 fixtures
per flagpole

J1

Reference
Area

EWC

Retail
123

Mech
131

1-Z
1-AA123a

1-A

1-C

1-B

108a

107

108
3

A4.3

3
A4.3

1
A4.3

1
A4.3

1
A4.2

1
A4.2

1
A4.2

1
A4.2

2
A4.2

2
A4.2

2
A3.3

2
A3.3

5
A5.4

5
A5.4

1
A4.1

1
A4.1

4
A3.3

4
A3.3

3
A4.1

3
A4.1

2
A4.3

2
A4.3

Linear diffuser, typ.

Wd or Mtl clg
@ 12'-0" AFF

JC 107A

Bottom of bridge

Open Ofc100

Staff
Lounge

125

Lobby
115b

CH=9'-0"

GN2

N2

G

N2

Stair 2112

Re
cy

cli
ng

CH=23'-6"

CH=11'-9"
CH=11'-9"

CH=13'-8"

CH=12'-10.5"

CH=23'-6"

CH=9'-0"

CH=11'-9"

CH=11'-9"

CH=11'-9"

C
H

=1
1'

-9
"

CH=9'-0"

CH=9'-0"

C
H

=1
1'

-9
"

CH=11'-9"

CH=9'-4"

CH=9'-4"

Recycling

Circulation
Desk

Stair 4
114

N2

CH=8'-0" C1

C1

NOTE: New City Hall ceiling heights  to match
existing clg hgts unless noted otherwise.

CH=8'-4"

CH=8'-4"

CH=8'-4"

Lobby
115a
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Structural Engineers:

LEED Consulting:
J Harrison Architect
1867 Lindamoor Dr.,  Annapolis, MD  21401
410-266-0987

Fire Protection and Sprinklers:
The Protection Engineering Group, Inc.
2809 Boston St., Suite 7, Baltimore, MD 21224
443-708-4096

Mechanical Engineers:

4/22/13   100% CD's Submission

2nd Flr RCP

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

2-I

2-G

1-H

2-F

2-D

2-E

236

201

223

225

224

205

213

217

222

215

2-N

2-O

235

219

218

237

230
231

234

232

233

2-T

2-V

2-U

2-S 2-Q2-R
216

2-Y2-X2-W

227

220

221

210

2-L

2-M

2-K

2-J

203

204

207

208

212

211

209

206

202

6'
-1

/2
"

8'
-2

"
4'

-5
"

Linear Diffuser

Gwb Ceiling

Exist Gwb to remain

Linear lighting
between panels

Custom wd ceiling panel clouds;
Armstrong Tegular custom panels
with perforations.

AC - 1 ceiling tile

GWB bulk head above
upper wall cabinets at

7'-5" AFF.

GWB soffit w/ recessed
proj screen at wall niche

Exist attic stair. Paint

Clo 206

V

Z

N1T1

Conf 200

E

N2M2

N2

N2
M2

CC

M1

M1

M1

X

G

G

H
H

T

G
K1

K1

N1

Pantry205

N2

M1

M1

M1

G

G

G

G

M1

M1

G

X

X

X

X

X

X

X

X

D1

D1

D

D1

D1V

D1

M1

F

D1

D1
D1

D1

V

M1

M1

M1

D D

M1

DD

D1

E

F

E

E
E

F
F

F

M1

M1

UUUUUUU U U

U

U

U

U

U

M1 V

V

V

W

W

W

Y

Y

Y

Y

Y

Y

Y

Y

Y

M1
Z

Z

Z

Z

Z

Z

M1

T T

T

T

T

T

T

T

T

T

SS

S S S S S S S
T T

T

T

T

T

T

T

T

T

T

T

TT TT
S

S

K1

K1

M1

M1

M1
N1

N1

N1

N1

N1

N1

T1

K1

T1

T1

T1

E

V

M1

E

D1

Bath 208

G1

G1

Z

E

M1

T

T

H

G

N2
N2

N1

N1

N1

N2

H

N2

N2

N2

N1

M2

M2

M1

G

G

G

G

G

G

G

G

N2

N2

N2

M2

M2

N2

N2 R

EF

M2

FD

228

D1 D1

D1D1 D1D1 D1D1 D1

D1 D1 D1 D1

F

Q

EF

E

Z

Z

Z

Z

S

S

EE
EE

J2 J2 J2 J2 J2 J2 J2 J2 J2 J2

LW

LW

LW

LW

LW

G1

G1

Ofc 203

Ofc201

2-B

2-C

2-A

3
A4.3

3
A4.3

1
A4.3

1
A4.3

1
A4.2

1
A4.2

1
A4.2

1
A4.2

2
A4.2

2
A4.2

2
A3.3

2
A3.3

5
A5.4

5
A5.4

1
A4.1

1
A4.1

4
A3.3

4
A3.3

3
A4.1

3
A4.1

2
A4.3

2
A4.3

214

226

New Gwb clg.

Resessed
shade pocket

Mech 207

Linear diff.

Linear diff.

Signage

Recessed
shade pocket

Recessed
shade pocket

Rec'd shade pockets

JC 209

Hall 204
Ofc 202

C4

Stair 2210

Elev
212

Hall  213

2nd Flr
Lobby 215

Hall
217

Mech
224

Men
220

Women 221

C1

C1

CH=9'-4"

N1

C1

C1

C1

Closet
228

C1

Closet 231 C1

N1

N1

N1

CH=9'-4"

Tel/Data
225

CH=9'-0"

CH=24'-9"

CH=11'-0"

CH=24'-9"

Clg hgt varies -
see Int. Elev.

CH=23'-6"

Stair 1
222

JC
223

Kitchen
218

C1

N1

G

C1

C1

Multipurpose 1
226

C1

CH=16'-3"
CH=9'-0"

Closet
219

AV #2
229

CH=9'
CH=11'

CH=11' C
H

=1
1'

CH=11'

CH=11'

CH=9'

C4C4

C4 C4 C4 C4 C4 C4

C4 C4 C4 C4

CH=23'-6"

NOTE: New City Hall ceiling heights  to match
existing clg hgts unless noted otherwise.

Closet 232

Council
Chambers

230

Multipurpose 2
227
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Structural Engineers:

LEED Consulting:
J Harrison Architect
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Int Elev - Library

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
2 Copy Area

SCALE: 1/4'' =  1' - 0''
3 Children's Area

32

4

below

SCALE: 1/4'' =  1' - 0''
1 Library

0 2' 4' 8'

4

A6.4

SCALE: 1/4'' =  1' - 0''
4 Browsing Area looking north

0 2' 4' 8'

8'
-9

"

11
'-9

"

3'
8'

-9
 1

/2
"

14
'-9

"

8'
-1

 1
/2

"

V
IF

1'
-4

"
1'

-4
"

1'
-4

"
1'

-4
"

1'
-4

"
1'

-4
"

1'
-4

"
1'

-4
"

1'
-4

"

8'
-9

"

2'
-6

"

1'
-4

"

Room signage, typ

Recessed pt'd wd. base, typ.

Space for Copy Machine -
VIF machine size before
manufacturing cabinets.

Elec. outlet

Electric Water Cooler

Back painted Glass
Panel on GWB

Glass Railing
@ 42" high

Linear Diffuser, typ. Tempered Insulated Gl. in
Mill Finished Alum. Frame

Linear Diffuser.
Painted to match

wall color, typ

Glass Railing
@ 42" highLinear Return Air Grille

Coordinate with paneling as shown

High pressure laminate 2' W x 10' L
wall panel system similar to Parqwall, by

Abet Laminati. System to include alum joint
profiles at all horiz and vert joints shown.

Recessed pt'd
wd. base, typ.

High pressure laminated MDF boards on
z clips attached to walls. Panel ends to be

laminated  and finished. Butt joints as shown.

Int. Gl 1.12

Pt'd recessed
wd base, typ. Recessed pt'd wd. base, typ.

Pt'd GWBPt'd GWB

Pendant Light,
See RCP.

2' W x 10' L laminated
wall panels to match

High pressure slatwall
display slats. Provide
plywd in wall behind.

M1.8

High pressure laminated 3/4" MDF boards on
z clips attached to walls. Panel ends to be

laminated  and finished. Butt joints as shown.

Room
signage, typ

Pt'd gwb

Pt'd gwb

Wall Panel Type #1: High pressure
laminate 16" H x 10' L wall panel system

M1.7

Int. Gl 1.2 Int. Gl 1.3 Int. Gl 1.4

3 Recycling bins

M1.3: P.L. Base
cabinets w/
adj shelving as shown,
doors with locks.

Int. Gl 1.6 M1.6

Recessed pt'd
wd. base, typ.

9
A6.3

Diagonal wall at toilet
room door

1

1 2 3

2

DCB Second Flr.
Elev. 75'-3"

Mount Rainier Library

BB

x
Ax

Second Flr.
Elev. 75'-3"

1st Floor
Elev. 60'-6"

x
Ax

x
Ax x

Ax

x
Ax

x
Ax

x
Ax

BCD

3 4

Circulation Desk
Area

6
A6.1

10
A6.1

1

Pt'd Stl columns, beyond

Pt'd Stl columns, typ.

4
A6.4
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Mechanical Engineers:

4/22/13   100% CD's Submission

Int Elev - Library

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
3 Vestibule 135

SCALE: 1/4'' =  1' - 0''
1 Tutor Room 135

SCALE: 1/4'' =  1' - 0''
4 Library View of Vest

SCALE: 1/4'' =  1' - 0''
2 Tutor Rooms 133 & 134

SCALE: 1/4'' =  1' - 0''
5 Stor. 132

Recessed pt'd
wd. base, typ.

Recessed pt'd wd. base, typ.

Alum / glass Wall

Interior Doors
& transom

Exterior Doors
& Transom

Exterior Doors
& Transom

Lacquered laminate
wall panel

Slat wall display
system w/ finish to
match laminate
wall panels

1 2 3 41 2 3 4

1

1

1

4321
2

1

5'
-1

"

3'

1'

3'

3' 3'

3'3'

1'

3'

3' 3'

3'

5'
-1

"
5'

-1
"

3'
3'

3'

3'3'

3'

2'

2'
-2

"
5'

-1
"

5'
-1

"

3'
3'

3'

3'3'

3'

2'

2'
-2

"

1" thick translucent polymer
panel at top and sides.

slatwall display
3/4" solid resin

Magazine
Shelving, NIC

3/4" solid resin 3/4" solid resin

1" thick translucent polymer
panel at top and sides.

1" thick translucent polymer
panel at top and sides.
1" thick translucent polymer
panel at top and sides.
1" thick translucent polymer
panel at top and sides.

3/4" solid resin

Dbl Bookshelving Unit, NIC

3/4" solid resin
1" thick translucent polymer
panel at top and sides.

3

C

2

3

C

Elevation 1

Plan at Top

1

2

Elevation 1

CC

Elevation 1

Plan at Top

1

2

Elevation 1

CC

SCALE: 1/2'' =  1' - 0''
7 Millwork 1. 2

0 1' 2' 4' SCALE: 1/2'' =  1' - 0''
6 Millwork 1.1

0 1' 2' 4'
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Structural Engineers:
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Int Elev

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
2 Clearstory looking West

0 2' 4' 8'

SCALE: 1/4'' =  1' - 0''
1 Multipurpose Rms 226 & 227

0 2' 4' 8'

11
'

16
'-3

"

11
'

Eq. Eq. Eq.

6"
2'

-8
"

13
'-7

"

4'
-6

"
5'

-4
"

10'

13'-1" 9'-11"
2'

-8
"

1/
2"

5 
1/

2"

5 
1/

2"
1/

2"2'
-8

" 1'
-4

"

Clearstory windows

Column

GWB covered beam

Clearstory windows

Movable Wall
Pocket, beyond

Recessed pt'd
wd. base, typ.

GWB covered beamPt'd GWB

Shade Pocket

Linear diffuser, typ:
Align C.L. with linear
light fixtures beyond,

see RCP.

Linear Diffuser, typ.

Recessed shade pocket
for motorized shades

Laminated
wall panels

Pt'd gwb.

Interior Gl windows
in alum frames

line of clg, beyond

Pt'd recessed wd. base

Pt'd gwb.
Linear Diffuser.
Painted to match
wall color, typ

Pt'd GWB

GWB Beam

Location of large
screen TV, provide blocking

for mounting and data & elec.

Pull down projection screen
recessed in soffit of niche

Recessed shade pocket
for motorized shades

Clearstory windows

GWB covered beam

Pt'd gwb.

Wall Panel Type 1 -
on all 3 sides of

this element

Pt'd GWB

Pt'd GWB

Operable Partition,
beyond

Wall Panels #3:Acoustical high
pressure laminate 2' W x 10' L

wall panel system similar to Parqwall, by
Abet Laminati. System to include alum joint

profiles at all horiz and vert joints shown,
and top edge.Typ around rooms

Size of niche to
align with panel joints

Recessed pt'd
wd. base, typ.

Recessed shade pockets
for motorized shades

Recessed shade pocket
for motorized shades

Recessed shade pocket
for motorized shades

Tempered Insulated Gl. in
Mill Finished Alum. Frame

Recessed shade pockets
for motorized shades

Wall Panels #1: High pressure laminate 16" H x 10' L
wall panel system similar to Parqwall, by Abet Laminati.

System to include alum joint profiles
at all horiz and vert joints shown, and

top edge.Typ around rooms
31 2

1

4

West View thru Clearstory

2 1

2

ABCDE

3

12

3

1 2

East View thru Clearstory

3

ty
p.

Wall Panels #3: Acoustical
laminate wall panel system

Recessed shade pocket
for motorized shades

Movable Wall
Pocket, beyond

Sun control louvers
on exterior

Recessed pt'd wd base

Column

Wall Panels #3: Acoustical
laminate wall panel system

Wall Panels #3: Acoustical
laminate wall panel system

9
A6.3
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The Protection Engineering Group, Inc.
2809 Boston St., Suite 7, Baltimore, MD 21224
443-708-4096

Mechanical Engineers:

4/22/13   100% CD's Submission

Int Elev

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
1 Hall #217 - Int  Elev

SCALE: 1/4'' =  1' - 0''
2 Vestibule 116 Interior Elevations

1
A8.5

1
A8.5

SCALE: 1/4'' =  1' - 0''
3 Elev Door @

SCALE: 1/4'' =  1' - 0''
5 Elev Door @ Hall #019

SCALE: 1/4'' =  1' - 0''
4 Elev Door @

11
'

11
'

11
'

3'
-7

 1
/2

"
4'

4'
4'

4'

8'
-8

"
11

'-8
"

11
'-8

"
8'

-8
"

4'
4'

4'
4'

3'
-7

 1
/2

"

2'
-7

 1
/2

"
11

 1
/2

" 2'
-9

"

Pt'd GWB

Door to
WOMEN 221

Recessed pt'd
wd. base, typ.

Flush overlay
plas. lam
cabinet, &
countertop
to accomodate
recycling bins

Drinking
Fountains

Recessed pt'd
wd. base, typ.

Wall Panel Type 1 -
on all 3 sides of

this element

Laminated Glass wall panel

Recessed pt'd
wd. base, typ.

Door to
Tel/Data 237

Door to JC

Supply Grille

Entry Doors

Interior Window

Exterior
Entry Doors

Structural Column,
beyond

Vestibule Roof

Stainless Stl
wall panels on Z clips

Stainless Stl
wall panels on Z clips

Wall Panel Type 1:

Pendant lights

Recessed pt'd
wd. base, typ.

Recessed pt'd
wd. base, typ.

Recessed pt'd
wd. base, typ.Fritted Glass sidelite

Fritted Glass sidelite

Room sign, typ

Glass transom, typ

Exposed Ducts

Exposed Ducts

Pt'd GWBPt'd GWB

Pt'd GWB

Supply Grille

Pt'd GWB

Pt'd GWB

Door beyond to Bridge

Door to
Kitchen 230

Exposed beam

Pt'd GWB

Wall Panel Type 2:
high pressure laminated
wall panels

Wall Panel Type 1:
16" x 10' lengths high pressure
laminate wall panels system

Pt'd GWB

Glass windows

Elevator Door

Recessed pt'd wood base

Pt'd GWB

Pt'd
GWB

Recessed pt'd
wood base

1

RS

BC

4

D

56

E

1 2

DB C C.2

3

RS RS

C.2C.7

C.2C.7

Elev. 64'-5"

Elev. 76'-0 1/2"

Elev. 64'-5"

Elev. 76'-0"

Hall #110 and
Hall #213

Lobby 115b and
2nd Flr Lobby #215

3 4

2

Elev. 52'-8"

E.9 F.1 E.9F.1
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Mount Rainier
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General Contractor:
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Maryland Construction
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Structural Engineers:

LEED Consulting:
J Harrison Architect
1867 Lindamoor Dr.,  Annapolis, MD  21401
410-266-0987

Fire Protection and Sprinklers:
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Mechanical Engineers:

4/22/13   100% CD's Submission

Int Elev

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
2 Lobby 1 - Int  Elev

SCALE: 1/4'' =  1' - 0''
1 Lobby 115a - Int  Elev

SCALE: 1/4'' =  1' - 0''
3 Lobby 115b - Int  Elev

7'
-1

1"

1'-10"

5'
5'

2'-4"

13
'-6

"

8'
-9

 1
/2

"

1' 1'

5'
-1

/2
" 8'

-4
"

3'
-6

"

Stainless Steel Doors Sash/Rail/Frame
Tappered Stainless Steel Column

Steel Columns

Annunciator
Panel

1/4" thk acrylic sign mt'd on
wall with SS standoffs.
Artwork for sign by Owner

Ornamental Stair,
beyond

Letters cut into stainless
stl. & back lit.

Stainless Steel Vestibule Surround

Custom display cabinet

Wall paneling type #2

Int. glass
window

Recessed base

Pt'd gwb

Wall paneling Type #2
Custom display cabinet

Wall paneling type #2

Custom
display
cabinet

Sliding glass doors with lock &
gl paranels in SS frameand concrete sill.

Shading indicates
fritted glass

bend in
gwb wall

Pt'd gwb

bend in wall

Shading indicates
fritted glass

Pt'd gwb soffit

Wall Panels #3: Acoustical High pressure
laminate 16" x 10' L wall panel system

Existing brick

Existing brick

Wall Panels # 2

Storefront

Wall Panels # 2

Opening in floor at ext. window

Existing brick
beyond

Glass / SS
Railing

Existing brick

New structure and stl jamb
and head at new

openings in brick wall

Wall Panels # 2

Skylights

Light Wall extends thru
opening in floor at ramp

Recessed wood base

Glass railing, beyond

Glass / SS
Railing ar ramp

Glass / SS
Railing at stair

Wall Panels # 2

42" H glass
railing

Sliding glass panels in SS
frame, and concrete sill.

Wall paneling type #2

Glass / SS
Railing, beyond

Glass / SS
Railing

3Form Co. type Light Wall around
3 sides of elevator.

Existing brick

3 4

27 8 9

432

EXIT

First Flr. -Lobby
Elev. 60'-6"

x
Ax

x
Ax

7
A6.4

5
A6.4

5
A6.4

2
A2.1

6
A6.4

2
A2.2

Second Flr. City Hall
Elev. 76'-0 1/2"

First Flr. City Hall
Elev. 64'-5"

Second Flr. Star Potts
Elev. 75'-3"

1
A6.11

2
A6.11

5
A6.4

7
A6.4 sim

1
A6.12

1
A6.11

2
A6.11

1
A6.11

2
A6.11

2
A6.11

4
A6.7

4
A6.12

3
A6.12

5
A5.3

2'
-1

0"

Custom concrete
display table

Tackable surface

Custom concrete
display table

New stl frame at opn'g
in existing masonry

Glass sign/display on SS stand-offs, typ.

42" H glass
railing

42" H glass
railing

Glass sign/display on SS stand-offs, typ.

Existing Brick

Door & sidelite, beyond

Display/Sign

New stl frame at opn'g
in existing masonry

New stl frame at
opn'g in existing

masonry
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Mechanical Engineers:

4/22/13   100% CD's Submission

Int Elev

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
1 Council Chambers

0 2' 4' 8'

Wood wall paneling type #4
two stain colors

Wood wall paneling type #4
Provide two stain colors.

Wood wall paneling type #4:
provide two stain colors

Signage, plaques by Owner,
to be installed by GC.

New windows in existing
masonry openings

Wood wall paneling type #4
Provide two stain colors.

Wood wall paneling type #4
two stain colors

SS Hand rail

New windows in existing
masonry openings

SS Hand rail

6
A6.9

9
A6.9

6
A6.9

9
A6.9

Recess motorized screen

Wall hung TVs, NIC

Acoustical Wood ceiling, see rcp

Acoustical Wood ceiling, see rcp

Linear light behind diffuser
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Mount Rainier
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Maryland Construction
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Structural Engineers:

LEED Consulting:
J Harrison Architect
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Fire Protection and Sprinklers:
The Protection Engineering Group, Inc.
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Mechanical Engineers:

4/22/13   100% CD's Submission

Int Elev - City Hall

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
4 Office 104

0 2' 4' 8'

SCALE: 1/4'' =  1' - 0''
5 Office 105

0 2' 4' 8'SCALE: 1/4'' =  1' - 0''
6 OFFICE 103

0 2' 4' 8'

SCALE: 1/4'' =  1' - 0''
3 Office 102

0 2' 4' 8' SCALE: 1/4'' =  1' - 0''
2 Office 101

0 2' 4' 8'

SCALE: 1/4'' =  1' - 0''
1 Open Office 100 & Hall 106

0 2' 4' 8'

3'

4"
2'

-6
"

2"

Eq Eq Eq Eq

5'
-5

"

5'
-5

"

5'
-5

"

5'
-5

"

5'
-5

"

5'
-5

"

New pt'd wd. base
to match existing

New infill wall

New pt'd wd. base
to match existing

Wall mt'd TV - provide
elec/data outlets as shown

New pt'd wd. base
to match existing

New pt'd wd. base
to match existing

Exterior window

New pt'd wd. base
to match existing

New pt'd wd. base
to match existing

New pt'd wd. base
to match existing

Interior sliding glass door and sidlite

Wall mt'd TV - provide
elec/data outlets as shown

Wall mt'd TV - provide
elec/data outlets as shown

Interior sliding
glass door and sidelite

Flush overlay veneer plywd cabinet,
4 doors,  2 shelves behind one door,

and P.L. countertop with three
holes to accomodate recycling bins

Wall mt'd TV - provide
elec/data outlets as shown

Wall mt'd TV - provide
elec/data outlets as shown

New beam to match existing

Wall mt'd TV - provide
elec/data outlets as shown

Patch, refinish and paint existing
GWB where remaining, otherwise

walls to be pt'd GWB,
typ. in each room

Bulletin bd material in niche
by Forbo Industries.

Patch, refinish and paint existing
GWB where remaining, otherwise

walls to be pt'd GWB, typ. in each room

Patch, refinish and paint existing
GWB where remaining, otherwise

walls to be pt'd GWB, typ. in each room

New pt'd wd. base
to match existing

41 2 3

321

1 2 3 4

4321 4

3 4

21

1 2 3 4

Verify sizes
with bins
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Mount Rainier
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Structural Engineers:

LEED Consulting:
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Int Elev - City Hall

Mendoza, Ribas, Farinas & Assoc.
Consulting Engineers
6265 Executive Blvd., Rockville, MD  20852
301-468-8882

SCALE: 1/4'' =  1' - 0''
1 Conference 200

SCALE: 1/4'' =  1' - 0''
4 Office 202

SCALE: 1/4'' =  1' - 0''
2 Office 201

SCALE: 1/4'' =  1' - 0''
3 Office 203

SCALE: 1/4'' =  1' - 0''
5 Hall 204

4'
-6

"

5'
-5

"

5'
-5

"

4' 4'

4'

Patch, refinish and paint existing
GWB where remaining, otherwise

walls to be pt'd GWB,
typ. in each room

Recessed shade pocket

New exterior
window.

Interior sliding glass door and sidlite

Wall mt'd TV
provide elec/data outlets

Wall mt'd TV
provide elec/data outlets

Interior sliding glass door and sidlite

Room sign, typ

Painted wd base. Detail and
alignment to match existing, typ.

Painted wd base. Detail and
alignment to match existing, typ.

Painted wd base. Detail and
alignment to match existing, typ.

Painted wd base. Detail and
alignment to match existing, typ.

Patch, refinish and paint existing
GWB where remaining, otherwise

walls to be pt'd GWB,
typ. in each room

Water cooler

Painted wd base. Detail and
alignment to match existing, typ.

Room sign, typ

Wall mt'd TV
provide elec/data outlets

Wall mt'd TV
provide elec/data outlets

Wall mt'd TV
provide elec/data outlets

Room sign, typ
Interior sliding glass door and sidlite

Room sign, typ
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SCALE: 1/4'' =  1' - 0''
1 Pantry 205

SCALE: 1/4'' =  1' - 0''
4 Hall 019

SCALE: 1/4'' =  1' - 0''
5 Control 004

SCALE: 1/4'' =  1' - 0''
4 Office 001

SCALE: 1/4'' =  1' - 0''
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SCALE: 1/4'' =  1' - 0''
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Int. Glass wndws
into Control Room

Wall mt'd TV
provide elec/data outlets

New painted wd base
where requiree. Detail and

alignment to match existing, typ.

Painted wd base. Detail and
alignment to match existing, typ.

New painted wd base as req'd.
Detail and alignment to match
existing, typ.

New painted wd base as req'd.
Detail and alignment to match
existing, typ.

New painted wd base as req'd.
Detail and alignment to match
existing, typ.

Pt'd GWB

Pt'd GWB

New painted wd base as req'd.
Detail and alignment to match existing, typ.

Pt'd wd trim and glass interior window

Room sign, typ

Room sign, typ

Room sign, typ

Provide plas lam countertop desktop and
backsplash. Supports to be adjustable 27" table legs

3" dia w/ 1/2" plate levelor, Matt black.

Pt'd plywd shelving

Provide plas lam countertop desktop and
backsplash. Supports to be adjustable 27" table legs

3" dia w/ 1/2" plate levelor, Matt black. Pt'd GWB
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3' VIF
wood frame
and glass door

Alum. frame &
glass door

F

V.I.F. Wd Paint3'-6"

EA B C D

DOOR TYPES

EE

DOOR SCHEDULE

FRAME TYPES

BBAA CC
Drs. #216 & 217

DD
Dr #126

Alum & Glass - See Window Schedule Kynar

DOOR

Alum

201
202
203
204
205
206
207
208
209
210
211
212
213
214
215
216
217
218
219
220
221
222
223
224
225
226
227
228
229
230
231
232
233
234
235
236
237
301

FRAME DETAILS HARDWARE COMMENT

A

A
A

Type

WD

AA

AA
AA
AA

AA
AA
AA

Paint

V.I.F.
V.I.F.
V.I.F.

V.I.F.

V.I.F.
V.I.F.
V.I.F.

Door hgt. to match existing in City Hall

No. Type

Door hgt. to match existing in City Hall
Door hgt. to match existing in City Hall
Door hgt. to match existing in City Hall

D

C

WDC

B WD

B WD
B WD

WD

Alum/Gl

4'-0"

3'-0"

3'-0"

Wd

4'-0"

V.I.F.
V.I.F.Alum/GlD

Elevator Door
Elevator Door
A 3'-0" 8'-0"
A 3'-0" 8'-0"
A 3'-0" 8'-0"

Alum/Gl

Paint

Paint

Alum/Gl

Paint

Paint

Paint

E CC3'-0"
3'-0"E CC

Wd

Wd
Wd

Clear

Clear
Clear

Wd

Wd
Wd

Clear

Clear
Clear

Wd Clear Alum
Alum
Alum
Alum
Alum
Alum
Alum
Alum
Alum

3'-0"

Mil Fin
Mil Fin

Wd

Wd Paint

A

ETR

Paint
Wd Paint

WD 3'-0" Wd Paint

Repair frame and door. Refinish, sand, and paint.

Mill Fin
Mill Fin

Alum Mill
Alum Mill

3'-0"
WD Paint

C
C
C
C

Wd Clear

3'-0"

3'-0"
8'-0"

Wd Clear
Alum
Alum
Alum
Alum

Wd Clear
Clear 5'-0"

7'-4"
7'-4"

8'-0"
8'-0"
8'-0"
8'-0"

8'-0"
8'-0"
8'-0"

AA
AA
AA
AA

AA
DD

DD

Paint

A AA
AA
AA

Moveable Partition
Door is flush with wall

A

A 3'-0" 8'-0"Wd Clear AlumAA
A 3'-0" 8'-0"Wd Clear AlumAA
A 3'-0" 8'-0"Wd Clear AlumAA
A 3'-0" 8'-0"Wd Clear AlumAA
A 3'-0" 8'-0"Wd Clear AA

A
Wd

8'-0"Wd Clear Alum
8'-0"Wd Clear Alum

Wd
Paint

8'-0"Wd Clear Alum

Door is flush with wall

C
C

3'-0"

4'-0"
4'-0"

Verify w/ Movable Wall Manuf.
Verify w/ Movable Wall Manuf.
Verify w/ Movable Wall Manuf.

Mill
Mill
Mill
Mill

Mill
Mill
Mill

Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill
Mill

6'-0"

3'-8"

Brushed

3'-8"

8'-0"3'-6"
8'-0"3'-6"

SS
SS

Brushed

60 min.

60 min.

A 60 min. Wd Clear AA

60 min. Clear 3'-6"

Door hgt. to match existing in City Hall

Door hgt. to match existing in City Hall
Door hgt. to match existing in City Hall

Mat. FinishMat. W H Head Jamb SillFinishFire Rating

Existing to remain

Existing to remain

Existing to remain

Existing to remain

HM

WD
WD

HM
HM
HM

Existing to remain

Existing to remain
Existing to remain
Existing to remain

Elevator Door

B
A

B

Paint

Mill

A
A

3'-0"
3'-0"

3'-0"
3'-0"

3'-0"
3'-0"
3'-0"

AA

AA
AA
AA

AA

Paint
Paint

Paint
Paint

Paint
Paint
Paint

Repair frame and door. Refinish, sand, and paint.
Repair frame and door. Refinish, sand, and paint.

Repair frame and door. Refinish, sand, and paint.
Repair frame and door. Refinish, sand, and paint.
Repair frame and door. Refinish, sand, and paint.

Repair frame and door. Refinish, sand, and paint.

Repair frame and door. Refinish, sand, and paint.
Repair frame and door. Refinish, sand, and paint.

DD

V.I.F.
V.I.F.

V.I.F.
V.I.F.

V.I.F. Paint
Paint

AA

AA

HM
HM
HM

Paint
Paint
Paint

Paint
Paint

Wd

Wd
Wd

HM

HMA AAPaint Paint

Frame
Hgt.

8'-0"3'-6"Brushed

60 min.

Door hgt. to match existing in City Hall

Door hgt. to match existing in City Hall
Door hgt. to match existing in City Hall

Mill

Door hgt. to match existing in City Hall

001
002
003
004
005
006
007
008
009
010
011
012
013
014
015
016
017
018

3'-0" V.I.F.

60 min.

Wd Door hgt. to match existing in City Hall

HM

Existing to remain Repair frame and door. Refinish, sand, and paint.

AA

AA

DD

8'-0"

AA

DD

AA
AA

AA

AA
AA
AA

AA

AA

AA

AA

AA

AA

Existing to remain

Wd

Existing to remain

Wd
Wd

Wd

Wd
Wd

Wd

Door hgt. to match existing in City Hall

Existing to remain
Existing to remain

Elevator Door
Elevator Door
Alum & Glass - See Window Schedule
Alum & Glass - See Window Schedule
Alum & Glass - See Window Schedule
A
A
A
A
A
A
C

8'-0"

8'-0"

8'-0"
Clr

8'-0"

Clear
Clear
Clear
Clear

3'-0"

Clear

3'-0"
3'-0"
3'-0"
3'-0"
3'-0"
3'-0"

8'-0"

8'-0"
8'-0"Clear

D

Repair frame and door. Refinish, sand, and paint.

Repair frame and door. Refinish, sand, and paint.

Repair frame and door. Refinish, sand, and paint.
Repair frame and door. Refinish, sand, and paint.

Alum
Alum
Alum
Alum
Alum
Alum
Alum
Alum
Alum

Alum

A Wd 3'-0"
Wd

Wd Clear

C

Wd AA

WdC

Paint

2'-6"

3'-0"

V.I.F.
V.I.F.
V.I.F. Door hgt. to match existing in City Hall

AAAlum/Gl

Mill

Wd 3'-0" Wd
AlumMil Fin

Clear PaintV.I.F.

HM
HM
HM

Paint
Paint
Paint

5'-0"Clear

Alum & Glass - See Window Schedule
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LANDSCAPE PLANT LIST 
 

KEY   QTY       BOTANICAL NAME      COMMON NAME                      CAL         HGT      SPD     ROOT        NOTES 
SHADE TREES 

*CO 1 Celtis occidentalis Hackberry 2½ -3”   B&B Single Stem 

*AR 5 Acer rubrum ‘Autumn Flame’ Autumn Flame Red Maple 2½ -3”   B&B Single Stem 

ORNAMENTAL TREES 

*AL 3 Amelanchier laevis Alleghany Serviceberry 2½ -3”   B&B Multi- Stem 

SHRUBS 

CP 8 Chamaecyparis pisifera ‘Golden Mop’ Golden Mop False Cypress  24-30”  Cont. 36” o.c. 

BG 9 Buxus ‘Green Mound’ Green Mound Boxwood  24-30”  Cont. 30” o.c. 

*IV 11 Itea virginica ‘Little Henry’ Little Henry Virginia Sweetspire  24-30”  Cont. 36” o.c. 

SB 6 Spiraea betulifolia ‘Tor’ Tor Birchleaf Spirea  18-24”  Cont. 36” o.c. 

PERENNIALS, GROUNDCOVERS AND GRASSES 

*SS 12 Schizachyrium scoparium ‘The Blues’ Little Bluestem    #1 Cont. 18” o.c. 

CE 40 Ceratostigma plumbaginoides Dwarf Plumbago    #1 Cont. 12” o.c. 

CV 12 Coreopsis verticillata ‘Zagreb’ Zagreb Tickseed    #1 Cont. 18” o.c. 
* Native Plants            
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